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AB ANCHOR BOLT, AUGER BORING FPH FROST PROOF HYDRANT PS PULL SWITCH DRAWING NO. DRAWING NAME
ABS AIR BREAK SWITCH FR FRAME PT POINT, POINT OF TANGENT GENERAL
AC AIR CONDITIONING, ASBESTQOS CEMENT, ACRES FS FULL SIZE PTN PARTITION GI001 COVER SHEET
A/C ASPHALTIC CONCRETE FTG FOOTING PIVC  POINT OF VERTICAL CURVE
ACB AR CIRCUIT BREAKER FJ FELT JOINT PVC POLY VINYL CHLORIDE GIl002 GENERAL INFO & DATA
ACSR ALUMINUM CONDUCTOR STEEL REINFORCED FwW FIRE WATER PVI POINT OF VERTICAL INTERSECTION GI101 LIMIT OF WORK / KEY PLAN / ACCESS PLAN (FIRST FLOOR LEVEL INDICATED)
2(D:ST AE\%J\SSQA s oo FXTR FIXTURE Eaﬂ FF:%/,\IIETM EoNFT VERTICAL TANGENT ARCHITECTURAL SYMBOLS GENERAL NOTES 61102 PHASING PLAN (FIRST FLOOR LEVEL INDICATED)
ADJ ADJUSTABLE. G GROUND, GAS LINE,GRAM @ COLUMN GRID LINE ARCHITECTURAL
5 AFF ABOVE FINISHED FLOOR GA GAGE qQr QUARRY TILE (EXISTING) 1, THE CONTRACTOR IS TO COMPLY WITH THE LATEST AND MOST CURRENT EDITIONS OF VA APPLICABLE NATIONAL, STATE AST01 PLANS ELEVATOR NOS. P2, P3 & P4 (BASE BID)
AHU AR HANDLING UNIT GAL GALVANIZED AND LOCAL BUILDING CODES AND REGULATIONS AS WELL AS LOCAL, STATE AND FEDERAL REGULATIONS REGARDING :
ALT ALTERNATE o GLAZED COATING R RADIUS, RISER, RUBBER SHEATH @ ?l\(l)l-l:_VLVJ)MN GRID LINE HEALTH AND SAFETY IN THE WORKPLACE AS102 PLAN/HOISTWAY SECTIONS ELEVATOR NOS. P2, P3 & P4 (BASE BID)
AL ALUMINUM GFl  GROUND FAULT INTERRUPT RA RETURN AR 2. THE CONTRACTOR IS RESPONSIBLE FOR OBTAINING AND POSTING ALL REQUIRED VALID CONSTRUCTION/DEMOLITION AS103 PLANSHOISTWAY SECTION DONBWATTER (BID OFTIONNO 1
AM ACOUSTIC MATERIAL GFMU GROUND FACE MASONRY UNIT RAD RADIUS CENTER LINE ' / AS104 PLANS/HOISTWAY SECTION ELEVATOR NO. S5 (BID OPTION NO 2)
PA AR o s o SILRNT VINYL BASE PERMITS PRIOR TO THE START OF ON SITE CONSTRUCTION. THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL — SSHOSTIVAY SECTION ELEVATOR MOS8 D OFTIGN O3
' COLUMN LINE ASSOCIATED PERMIT FEES, LICENSES AND INSPECTIONS NECESSARY FOR THE PROPER EXECUTION OF THE WORK. '
AP ACCESS PANEL GR GRADE RCP REFLECTED CEILING PLAN
AS106 PLANS ELEVATOR NO. P7 (BID OPTION NO 4)
APPROX  APPROXIMATE oRD GROUND °D ROOF DRAIN, ROAD _— 3. ALL EXISTING CONDITIONS AND DIMENSIONS SHALL BE VERIFIED BY THE CONTRACTOR PRIOR TO FABRICATION AND
ARCH ARCHITECTURAL asy GLAZED STRUCTURAL UNIT RECP  RECEPTACLE A~ DIMENSION LINE CONSTRUCTION.  ANY DISCREPANCIES BETWEEN EXISTING CONDITIONS AND THESE DRAWINGS, WHICH AFFECT THE SCOPE AS107 PLANS ELEVATOR NO. P8 (BID OPTION NO 5)
ARR ARRESTOR oW GROUND WATER RED REDUCING AND THE INTENT OF THE CONTRACT DOCUMENTS SHALL BE BROUGHT TO THE ATTENTION OF THE ARCHITECT IN WRITING AS108 PLANS/HOISTWAY SECTION ELEVATOR NO. 51 (BID OPTION NO 6)
ASPH ASPHALT OWB GYPSUM WALL BOARD REINF REINFORCEMENT _— EXISTING CONSTRUCTION IMMEDIATELY. AI201 ENLARGED ELEVATOR CAB PLANS, ELEVATIONS AND RCPS BASE BID, BID OPTION 2 &3
— ATS AUTOMATIC TRANSFER SWITCH GYP GYPSUM REG REGULATOR, REGISTER 4. THE CONTRACTOR |S SOLELY RESPONS|B|_E FOR A|_|_ CONSTRUCT|ON ACT|V|T|ES, MEANS, AND METHODS THE CONTRACTOR Al202 ENLARGED ELEVATOR CAB PLANS, ELEVATIONS AND RCPS BID OPTIONS 4,5 & 6
REQD REQUIRED |S TO COORD|NA'|'E A|_|_ SEPARATE SUB_CONTRACTORS TO COMPLI—_—[E '|'|-|E FU|_|_ SCOPE OF DEMOL|T|ON AND Al203 ENLARGED ELEVATOR CAB PLANS, ELEVATIONS AND RCPS, BASE BID & BID OPTIONS 2 & 3 ALT PANEL LAYOUTS
B BASELINE HGT,H HEIGHT, HUMIDIFIER REV REVISION NEW CONSTRUCTION CONSTRUCTION AS INDICATED IN THE CONSTRUCTION DOCUMENTS. A204 ENLARGED ELEVATOR CAB PLANS, ELEVATIONS AND RCPS BID OPTIONS 4, 5 & 6 ALT PANEL LAYOUTS
BD BOARD Hg ﬂ;’j;;‘ggm EEC i‘;ﬂ;ﬁfgﬁ“ FAN 5. THE CONTRACTOR SHALL KEEP ALL BUILDING MEANS OF EGRESS CLFAR OF ANY OBSTRUCTIONS AT ALL TIMES. THE AIB01 DOOR AND FINISH SCHEDULE, FINISH LEGEND AND NOTES
BEJ BRICK EXPANSION JOINT i ARD. o i CURSER INSULATED RNAME? CONTRACTOR IS TO ALLOW FOR EMERGENCY EGRESS AT THE SCOPE OF WORK ARFA BY ALL PERSONS VIA THE REQUIRED
BLOG  BULDING oW AROWARE S RIGD GAVANIZED STEEL RNAME 2 RO e svuBoL EGRESS CORRIDORS AND STAIRS. MECHANICAL
BLK BLOCK o HORN. AP SWITCH oL RAN LEADER ROOM NUMBER 6.  THE CONTRACTOR SHALL NOT OBSTRUCT TRAFFIC OUTSIDE OF THE OR BUILDING ANY ADJACENT RIGHT OF WAY DURING WH4.01 FVAC BASE OPTION
BM BEAM HID HIGH INTENSITY DISCHARGE RM ROOM DEMOLITION OR  CONSTRUCTION. EXPECT AS APPROVED BY VA FACILITES DIRECTOR. MH-4.02 HVAC OPTION 2
o B BOTTOM HORIZ HORIZONTAL RPM REVOLUTIONS PER MINUTE 3 7. THE CONTRACTOR SHALL PROVIDE OSHA APPROVED SAFETY BARRIERS SURROUNDING ALL NEW FLOOR PENETRATIONS AND V203 VAC OPTION 3
EEG ggﬁ(')NMG - HP HIGH POINT RV RESILIENT VINYL TILE WOT = DOOR NUMBER SMBOL BUILDING PERIMETERS AS WELL AS EXISTING PENETRATIONS AND OPENINGS TO BE ALTERED. e o oPTON
ot SASEMENT HPS HIGH PRESSURE SODIUM Y AND' MINIMUM: CLEARANCES 8. ACCESS TO THE WORK AREA IS TO BE RESTRICTED BY THE CONTRACTOR. ENTRANCES ARE NOT TO BE LEFT o e OTIONE
. HR HOUR S zEEsv(égD,sigHEbRSEANITARY, ‘—E UNATTENDED AT ANY TIME. DOORS ARE NOT TO BE LEFT OPEN. THE CONTRACTOR IS RESPONSIBLE FOR SECURING THE '
© HS HIGH STRENGTH ,
gAP ((::E;i::L:TSY i e WALl - SR, SR m R éFEigﬁl QE‘DD EQUIPMENT WITHIN THE SCOPE OF WORK AS WELL AS THE COMMON AREAS AND SITE OF THE FACILITY AS STECTRICAL
8 ORCUT BREACER L O WATER LEVEL S sonpue o T B T GhEET OETAL I ORAN o1 9. THE CONTRACTOR IS TO MINIMIZE THE DISRUPTION OF THE COMMON AREAS OF THE BULDING DURING DEMOLITION AND E00 ELECTRICAL LEGEND & GENERALNOTES
oC CENTER TO CENTER i s o SPLITTER DAMPER. STORM. DRAN ‘ CONSTRUCTION.  DELIVERIES OF MATERIALS AND REMOVAL OF DEBRIS ARE TO BE COORDINATED WITH THE VA FACILITIES E4.01 ELECTRICAL BASE BID
cD CEILING DIFFUSER o SOUTHEAST DIRECTOR AND SCHEDULED SO AS NOT TO CAUSE INCONVENIENCE TO OTHER BUSINESSES, FACILITIES, AND MAY REQUIRE E4.02 ELECTRICAL BASE BID
. CEM CEMENT D NSIDE DIAMETER SECT  SECTION @ ARCHTECTURAL SECTON OFF HOURS DELIVERY OR REMOVAL OF MATERIALS BY THE CONTRACTOR. E4.03 ELECTRICAL OPTION 2
CFMF COLD FORMED METAL FRAMING INSIDE DIMENSION SERV  SERVICE W 10.  NO RELOCATION WORK OF HOSPITAL SYSTEMS IS TO BE LEFT INCOMPLETE UPON THE END OF EACH AVAILABLE WORK E4.04 ELECTRICAL OPTION 3
gic E%F;“QET\N‘;“@TJDWER E INVERT ELEVATION SF SILT FENGE PERIOD CAUSING EXISTING HOSPITAL SERVICE INTERRUPTIONS. THE CONTRACTOR IS TO COORDINATE THE SCHEDULING OF E4.05 ELECTRICAL OPTION 4
o o en MG INTERMEDIATE METAL CONDUIT s6 SUPPLY GRILLE ALL REQUIRED RELOCATIONS AND SHUT-DOWNS OF HOSPITAL SERVICES AND SYSTEMS WITH THE HOSPITAL IN ADVANCE E2.06 ELECTRICAL OPTION 5
ol CAST IRON, COURTYARD INLET INT - INTERIOR SH SHEET m TO ASSURE NO INTERRUPTIONS OF HOSPITAL OPERATIONS OR SERVICES. T CTIOAL OPTION S
op CAST RON. PIPE INSUL  INSULATION, INSULATED SM  SIMILAR N ARCHITECTURAL ELEVATION. — EXTERIOR 11, EXISTING BUILDING ELEVATORS, STAIRS AND BUILDING SPACES ARE TO BE PROTECTED DURING DEMOLITION AND
CR CRCULATING O . oty CEENE'S CEMENT PLASTER CONSTRUCTION AS REQUIRED. ANY BUILDING SPACE DAMAGED DURING CONSTRUCTION IS TO BE REPAIRED AND/OR
cJ CONTROL JOINT REPLACED TO MATCH THE ORIGINAL EXISTING CONDITION AT THE CONTRACTOR'S EXPENSE. ALL FLOOR SURFACES ARE
IP INLET PROTECTION SL SLOPE
CKT CIRCUIT IRBF INDUSTRIAL RESIN BASE FLOORING SMH SANITARY MODULE m ARCHITECTURAL ELEVATION — INTERIOR TO BE KEPT BROOM CLEAN. CARPETS SOILED BY THE CONTRACTOR ARE TO BE CLEANED TO HOSPITAL'S APPROVAL AT
ZLG Gg;ﬁ;g THAN SP STATIC PRESSURE, SINGLE POLE W THE CONTRACTOR'S EXPENSE.
CR CLEAR J8 JUNCTION BOX SPC ~ SUSPENDED PLASTER CEILING 12. THE TERM "FINISH FLOOR™ SHALL MEAN THE NORMAL FINISHED SURFACE OF THE FLOOR LEVEL. ALL ELEVATIONS GIVEN
© oHP CORRUGATED METAL PIPE £ JANITOR CLOSET SPOT SINGLE POLE, DOUBLE THROW (N ARCHITECTURAL CASEWORK ELEVATION FOR EXISTING BUILDINGS ARE TO FINISHED FLOOR. THE CONTRACTOR SHALL FIELD VERIFY ALL ELEVATIONS FOR EXISTING
JCT- JUNCTION SPEC SPECIFICATION \_J STRUCTURES PRIOR TO THE COMMENCEMENT OF WORK
) CMPA CORRUGATED METAL PIPE ARCH T JOINT SPST  SINGLE POLE, SINGLE THROW :
% cMu CONCRETE MASONRY UNITS ST JOIST sa SQUARE X WAL TYPE 13.  ALL ELECTRICAL, MECHANICAL, HVAC, PLUMBING/FIRE PROTECTION INDICATIONS ON ARCHITECTURAL DRAWINGS ARE FOR
CND.C ~ CONDUIT SR SUPPLY REGISTER LOCATION PURPOSES ONLY. SEE MEP/FP DRAWINGS FOR INFORMATION REGARDING THESE DISCIPLINES
ggDS ﬁf?fﬁgjfﬁ K KILO SS SANITARY SEWER @ FRAME TYPE — 14.  ALL FINISHES AND COLORS SHALL BE SELECTED AND/OR REVIEWED BY THE ARCHITECT PRIOR TO ORDERING AND
KIAC THOUSAND AMP INTERRUPT CAPACITY ST STEAM, SINGLE THROW, STREET INTERIOR, EXTERIOR AND LOUVER INSTALLATION.
o oo e KR KEENE'S CEMENT PLASTER R @ s Tyee 15.  ALL DIMENSIONS INDICATED AT NEW PARTITIONS ARE TO FACE OF WALL FINISH EXCEPT IN THE CASE OF APPLIED
COMM COMMUNICATION KG KILOGRAM oy oy FINISHES SUCH AS CERAMIC TILE. VAMC = -
CONC CONCRETE Eg Etggiwﬁ SUP SUPPORT 16.  PROVIDE FIRE TREATED WOOD BLOCKING AND GAV. SHEET METAL BACKING IN METAL STUD WALLS AS REQUIRED FOR ALL PR OV| DEN CE PR
COND CONDUCTOR WALL HUNG FIXTURES, CABINETRY, SHELVING, CHAIRAILS, EQUIPMENT HARDWARE AND FINISHES. (SEE INTERIOR ;
KV KILOVOLT SUSP SUSPENDED ) ) , ) T
~ CONN ~ CONNECTION KVA  KILOVOLT-AMPERE sv SHEET VINYL ELEVATIONS FOR LOCATIONS OF ALL ITEMS.) . 3
P i KW KILOWATT SW SWITCH, SIDEWALK 17. ALL EXPOSED EXISTING AND NEW FLOOR SLAB PENETRATIONS AND FIRE RATED WALL PENETRATIONS ARE TO BE SEALED A
o ONVERTER SWBD  SWITCHBOARD WITH FIRE SAFEING INSULATION AND APPROVED SMOKE SEALANT TO MEET REQUIRED FIRE RATING AT PENETRATION. e,
P el CoPRER L/S LITERS PER SECOND SWGR  SWITCHGEAR 18.  ALL PARTITION PENETRATIONS SHOULD BE SFALED WITH INSULATION AND SEALED TIGHT TO PENETRATION.
o N ONREINFORCED CONCRETE PIPE L LOUVER, LENGTH, LENGTH OF CURVE 19.  THE CONTRACTOR IS TO PROVIDE AND COMPLY WITH ALL REQUIRED HOSPITAL INTERIM LIFE SAFETY MEASURES AS THEY
R CARD READER - LT ARRESTOR L e vl ARE IMPACTED BY THE PROJECT REQUIRED SCOPE OF WORK.
CRS STAINLESS STEEL
cs CONCRETE SEALER/SURFACE tb_l tl(\)/EGL(L)ég HORIZONTAL IEL TTSLPEP(;ZNCEURE MAT E R |A |_ SY M B O LS
o CSK COUNTER SUNK
LLV LONG LEG VERTICAL TEMP TEMPERATURE, TEMPORARY
: cT CCEORm% TTII(_)E\,’E;)URRENT TRANSFORMER, T LIGHT TERM TERMINAL Mﬁmﬁ EARTH
© LAV LAVATORY VERTICAL 3/ C THREE CONDUCTOR ==
cr CENTER, COOLING TOWER RETURN LVC LENGTH OF VERTICAL CURVE 3/P THREE POLE DEMOLITION GENERAL NOTES
/ TR e
M/S METERS PER SECOND
CWB CAPILLARY WATER BARRIER
CONTR  CONTRACTION M METER, MEGA THRSLD THRESHOLD 1. THE EXTENT OF THE DEMOLITION WORK INDICATED IN DRAWINGS, NOTES, AND SPECIFICATIONS DESCRIBE THE
MACH MACHINE TO TOP OF
CPT CARPET i ACONRY - BT P CAST-IN-PLACE CONCRETE GENERAL SCOPE OF WORK ONLY AND ARE NOT INTENDED TO BE INCLUSIVE OF ALL OF THE DEMOLITION WORK
. MR ® T0P REGISTER WHICH MAY BE REQUIRED TO COMPLETE THE FULL SCOPE OF WORK.
BB gmu fBEEE'EgE‘éfEEmSECTCUBRUVQ;\ULRE VA MAXMUM TRANS  TRANSITION 2. THE CONDITION OF ALL BUILDING FINISHES NOT TO BE ALTERED OR REMOVED ARE TO BE REVIEWED AND
0D DIVERSION’DIKE ' MECH MECHANICAL TS TOP OF STEEL, TOP OF STONE, TOP OF SLAB GROUT RECORDED PRIOR TO THE START OF DEMOLITION AND CONSTRUCTION.
oET DETAL MET METAL v TELEVISION 3. THE HOSPITAL WILL PROVIDE AND PAY FOR ALL WATER, AND ELECTRICAL POWER REQUIRED BY THE CONTRACTOR
o AL HOLE MH MANHOLE ™ TOP OF WALL DURING DEMOLITION AND CONSTRUCTION. THE LOCATIONS OF THESE SERVICES ARE TO BE COORDINATED WITH
DI DUCTAL IRON MIN MINIMUM, MINUTE TP TYPICAL BRICK THE HOSPITAL PRIOR TO DEMOLITION.,
DIA DIAMETER MISC  MISCELLANEOUS . NOERCROLD 4. ALL ARFAS AFFECTED BY DEMOLITION AND CONSTRUCTION ARE TO BE PROVIDED WITH TEMPORARY LIGHTING,
DIM DIMENSION MO~ MAN LUG ONLY EGRESS SIGNAGE, AND HEATING/EXHAUST/VENTILATION AS REQUIRED.
DL DEAD LOAD MM,mm MILLIMETER UCR UNDER COUNTER REFRIGERATOR CONCRETE UNIT MASONRY
o L " HOToR OPLRATED. NASONRY OPENNG. UG UNDERGROUND. ELECTRIC 5. VAVLELATEIE\FQOIT_:(T;IEI)P RELATED TEMPORARY OPENINGS IN EXTERIOR WALLS AND ROOF ARE TO BE SECURED AND KEPT
DN DOWN MIDDLE ORDINATE UGT UNDERGROUND TELEPHONE :
o o P VEDIUM PRESSURE UH UNT HEATER CAST STONE 6. ALL DEMOLITION DEBRIS IS TO BE PLACED IN DUMPSTER(S) AND SECURED AS REQUIRED PRIOR TO DISPOSAL.
© DP DISTRIBUTION PANEL MTD MOUNTED UFAS UNIFORM FEDERAL ACCESSIBILITY STANDARDS DEBRIS WHICH IS SCATTERED AFTER REMOVAL IS TO BE PROMPTLY REMOVED AND DISPOSED OF PROPERLY.
b DS DOWNSPOUT, STORM DRAINAGE STRUCTURE MTG MOUNTING DUMPSTER/CONTA|NER LOCATIONS ARE TO BE COORDINATED WITH THE HOSPITAL PRIOR TO DEMOLITION.
DT DRAIN TILE MMP MEMBRANE WATERPROOFING v VENT,VOLT,VALVE STEEL 7. EXISTING MECHANICAL (HVAC), PLUMBING, FIRE PROTECTION, AND ELECTRICAL SERVICES/FIXTURES WHICH ARE TO
gxc gg;mc WATER MULL  MULLION xﬁc &LU’LMPRE REMAIN WITHIN THE SCOPE OF DEMOLITION WORK ARE TO BE PROTECTED FROM DAMAGE OR DISRUPTION DURING
o NG WATER. DISPENSER \ \ORTH W VINYL COMPOSITION TILE DEMOLITION AND CONSTRUCTION. (SEE MEP/FP)
NA NOT APPLICABLE VASB  VINYL ASBESTOS ALUMINUM 8.  EXISTING MECHANICAL (HVAC), PLUMBING, FIRE PROTECTION AND ELECTRICAL SERVICES THAT PENETRATE A FLOOR
E EAST
NC NON CORROSIVE Ve VARNISH CAMBRIC, VITRIFIED CLAY ABOVE OR BELOW THAT ARE TO BE REMOVED, ARE TO BE REMOVED COMPLETELY, INCLUDING REMOVAL OF
EA EACH NE NORTHEAST VCP VITRIFIED CLAY PIPE SLEEVES AND OTHER PENETRATION DEVICES. ALL FLOOR PENETRATIONS ARE TO BE PATCHED SMOOTHLY AND L et 1 10y O
EAN EXCEPT AS NOTED NDC NOSE DOWN CURB VENT  VENTILATING CONTINUOUS WOOD FRAMING FLUSH TO FORM A SOUND STRUCTURAL PATCH. THE ARCHITECT IS TO BE NOTIFIED IN WRITING OF ANY EXISTING o L C e,
AT ENTERING AR TEMPERATURE NEC ~ NATIONAL ELECTRIC CODE VERT  VERTICAL PENETRATION GREATER THAN 12” IN ANY DIRECTION WHICH IS TO BE PATCHED e T L R
N - il NEUT  NEUTRAL VEST  VESTIBULE 9. REMOVE APPLIED FINISHES TO COLUMNS AND STRUCTURAL ELEMENTS AS MAY BE REQUIRED e}
EF EACH FACE, EXHAUST FAN NIC NOT IN CONTRACT VPI VERTICAL POINT OF INTERSECTION WOOD BLOCKING ; :
EG EXHAUST GRILLE 0 \UVBER PoC  VERTICAL POINT OF CURVE 10.  ALL EXISTING BUILDING FINISHES, INDICATED TO REMAIN, WHICH ARE DISTURBED FOR REQUIRED DEMOLITION ARE
) EXPANSION JOINT N \OMINAL VPO VERTICAL POINT OF TANGENT , TO BE PATCHED AND REPAIRED AS REQUIRED TO MATCH EXISTING CONDITIONS OR AS INDICATED IN THE FINISH
fL ELEVATION NPS  NOMINAL PIPE SIZE Vs VENT STACK 2 PLYWOOD (LARGE SCALE) SCHEDULE.
ELEC ELECTRIC TS NOT T0 SCALE VIR VENT THRU ROOF ; 11.  ALL PARTITIONS INDICATED TO BE REMOVED, ARE TO BE COMPLETELY REMOVED FROM FLOOR DECK TO UNDERSIDE
ELEV ELEVATOR NW NORTHWEST VWC VINYL WALL COVERING OF STRUCTURE ABOVE.
EMT ELECTRICAL METALLIC TUBING ////// FINISH LUMBER FOR ARCHITECTURAL 12.  THE EXISTING BUILDING STRUCTURE INCLUDING BUT NOT LIMITED TO COLUMNS, BEAMS, AND FLOORS ARE NOT TO
%R EgEEGSEC;AVEMENT OA OUTSIDE AR W WIDTH,WASTE, WATER, WATT,WEST, WIRE, WOODWORK BE ALTERED OR DAMAGED DURING DEMOLITION OR CONSTRUCTION, EXCEPT WHERE INDICATED IN THE DRAWINGS.
o e et OF S5 oc ON CENTER WATER LINE STRUCTURE ANY STRUCTURAL ELEMENTS DAMAGED DURING DEMOLITION OR CONSTRUCTION ARE TO BE REPAIRED TO FULL
EQ EQUAL o ane o R a’\/ ol W FIBROUS INSULATION STRUCTURAL INTEGRITY AND REQUIRED FIRE-RESISTIVE RATING BY THE CONTRACTOR AT HIS/HER EXPENSE.
EQUP  EQUIPMENT PHD.  OPPOSITE HAND W/o WTHOUT 13. EXISTING EXPOSED AND VISIBLE FIRE PROTECTION MATERIALS AT BUILDING STRUCTURAL COMPONENTS (COLUMNS,
ER EXHAUST REGISTER OPNG  OPENING W8 WET BULB BEAMS, FLOOR CONSTRUCTION) ARE TO BE REVIEWED AND DOCUMENTED BY THE CONTRACTOR AS PART OF THE
EVAP EVAPORATIVE PP OPPOSITE we WATER CLOSET GLASS (LARGE SCALE) DEMOLITION PORTION OF THE WORK. THE PURPOSE OF THIS DOCUMENTATION IS FOR THE CONTRACTOR TO
xo E‘L\ESTFX{QYWATER Co0LER 0SD  OPEN SITE DRAN WD WIDTH, WINDOW DIMENSION PROVIDE ANY NECESSARY REPAIR/REPLACEMENT OF FIRE RESISTIVE MATERIAL AT STRUCTURAL COMPONENTS TO
OVHD,0OH OVERHEAD WOM WALK OFF MATT
o AUST o iy L AND PLASTER MEET CODE REQUIRED FIRE RESISTIVE PROTECTION OF THESE COMPONENTS.
o EX EXISTING Pa PASCALES WP WATERPROOF, WEATHERPROOF
EXP EXPANSION, EXPOSED p PIPE, POLE ws WASTE STACK, WATER SURFACE, WATERSTOP
EXT EXTERIOR PB PULL BOX wT WEIGHT GYPSUM BOARD
Pl POINT OF INTERSECTION WWF WELDED WIRE FABRIC
EA ;'FF:E Aﬁ:a FILTER PV POST INDICATOR VALVE L.
< B "RE ALARM BOX EEF F;EETFSRMED JOINT FILLER iith LTJI:l#l\TNSI_lFS;héER o RESILENT TILE (LARGE SCALE) VlClIllty M ap
FD FLOOR DRAIN, FIRE DAMPER PLAS PLASTER PRO JECT
FDN FOUNDATION PLNY PAPER AND LEAD NEOPRENE JACKET 2:1 SL 2 HORIZONTAL TO 1 VERTICAL SLOPE NORTH
FDR FEEDER PLYWD  PLYWOOD 1 ON 2 1 VERTICAL ON 2 HORIZONTAL SLOPE
FE FIRE EXTENGUISHER PAL PANEL
o FFE FINISHED FLOOR ELEVATION PNT PAINT A DEFLECTION ANGLE
R L ISSUE FOR CONSTRUCTION
PRESS PRESSURE DIAMETER, PHASE
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LIMIT OF WORK GENERAL NOTES N L 4
1. THE LIMIT OF WORK LINE DELINEATED ON THE LIMIT OF WORK PLAN INDICATES THE EXTENT OF THE PROJECT SCOPE OF WORK IN GENERAL. THIS AREA INCLUDES (BUT IS NOT LIMITED TO) ] = - il ‘ -
THE MAIN AREA OF ALTERATIONS WITHIN THE PROJECT. THE LIMIT OF WORK LINE SHALL NOT LIMIT OR RESTRICT THE AREAS OF THE EXISTING BUILDING IN WHICH CONSTRUCTION MAY BE BID OPTION NO. 2 T 1] L] =
NECESSARY TO COMPLETE THE PROJECT FULL SCOPE—OF—WORK (INTERIOR OR EXTERIOR), INCLUDING ALL ARCHITECTURAL, STRUCTURAL, ELEVATOR EQUIPMENT, MECHANICAL, HVAC, PLUMBING, - p1oesA proees p1075 D1076 D10978 D1097A 0
FIRE PROTECTION, AND ELECTRICAL WORK. ALL OF THIS WORK IS REQUIRED AS NOTED, SPECIFIED, INDICATED PARTIALLY OR FULLY, WITHIN OR BEYOND THE LIMIT-OF-WORK LINE INDICATED AND Il o Ny S
IS TO BE INCLUDED AND PROVIDED TO FULLY COMPLETE THE PROJECT CONSTRUCTION AND ALTERATIONS REQUIRED. |E=ERNON /@l @[ ; 5 E@ NN l
il } DH Ku H 01097
2. THE CONTRACTOR IS RESPONSIBLE FOR MAKING ALL NECESSARY APPROPRIATE ARRANGEMENTS AND COORDINATION WITH THE EXISTING BUILDING FACILITIES DIRECTOR, HOSPITAL BUILDING 1 p1ossc| || 01077 Pro7eH B2 A Q!
SERVICES AND ALL GOVERNING AUTHORITIES, TO ACCESS AREAS OF THE EXISTING BUILDING THAT REQUIRE ANY CONSTRUCTION WORK OR ACTIVITIES INSIDE OR QUTSIDE OF THE DELINEATED E=n| \/\/ E=5 3 = e —
PROJECT LIMIT OF WORK AREA. il D1068E D1068D D1079
D1080 D1097D D1097E I
3. THE CONTRACTOR IS FULLY RESPONSIBLE FOR PROTECTING ALL EXISTING CONSTRUCTION AFFECTED BY AND DISTURBED BY ANY ASSOCIATED CONSTRUCTION ACTIVITIES. THE CONTRACTOR IS ﬁiiim‘vmﬁﬁmi il W—S(E—( a %@% IB 01098 j
FULLY RESPONSIBLE FOR REPAIRING AND CORRECTING ANY CHANGED OR ALTERED EXISTING CONSTRUCTION TO MATCH ITS PRECONSTRUCTION CONDITION AND/OR EXISTING ADJOINING ! H: 010958 010954
CONSTRUCTION AND FINISHES. ﬁN Fl Fi D1066A 010668
‘ L = /\JA@ e ——
4, THE CONTRACTOR IS TO MAKE ALL NECESSARY ARRANGEMENTS AND COORDINATE WITH THE HOSPITAL THE PROJECT SCOPE OF WORK AND ALL OTHER AREAS NECESSARY TO ACCOMMODATE E 1 =g === ‘ ){ﬂ+ ‘ =—— I [ﬂ §) 9]
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RELOCATE EXISTING CAB EXISTING DIFFUSER TO REMANN,
POSITION INDICATER, AS
PROVIDE EXTENSION COLLAR FROM
NOTED, FILL IN WITH NEW EXISTING LOCATION TO NEW CEILING
SUSPENDED CEILING SUSPENDED CEILING STAINLESS STEEL PANEL. SUSPENDED CEILING LOCATION, PAINT DIFFUSER.
N
+ - il': A | AN o —<— EXISTING STAINLESS N | N R | [t < SUSPENDED CEILING 1 é EXISTING STAINLESS / / |
STEEL TRANSOM TO b < STEEL TRANSOM TO e ke ik e e
REMAN, TYP [——]1— ReLocateD cAB POSITION REMAIN, TYP | I I
\ / INDICATOR \ I O I
e | |
N PATCH ANY DAMAGED N—— PATCH ANY DAMAGED " "
| | METAL PANELS AND PAINT ——NEW FIREFIGHTER T Do o S METAL PANELS AND PAINT [ [ .
i FEGAOR i ALL WALLS (P-1) COMMUNICATION PHONE, DOORS, RETURN & ALL WALLS (P-1) i i
55 SF | | TEXTURED METAL (MP—1)—— COORDINATE. LOCATION TRANSOM: PANELS L 1exuRed el (wp-1) | | !
< . WITH CAB LAYOUT [ I
n < WAINSCOT, TYP WAINSCOT, TYP I I
1 T ol | 3 2" STAINLESS STEEL e — 1 ] £t 2" STAINLESS STEEL I I
e o RALLS, TYP \ N o o RAILS, TYP I I
| i — — - i N
1 4 2 1 L1 y ] X Z—I | |
| |
"\_EXISTING CONTROL & SIGNAL " O O "
3 % % PANELS TO REMAIN %
N Ny CONTROLS TO BE UPDATED -, I \F I
X T-m 14 - | | 1 _ 11 \
© bo o \;
| | ) ~ 7 REFLECTED CEILING PLAN SUSPENDED CEILING WITH
REMOVABLE PLASTIC
P @ (:) @ (:) NOTE: REMOVE EXIST. LAMINATE PANELS (PL—2)
LIGHT FIXTURES. REMOVE
AND RELOCATE EXIST. CLEAR ANODIZED
EXHAUST TO NEW ALUMINUM T—BAR &
CEILING. PATCH CEILING. L-SHAPE PERIMETER BAR
5 FLEVATOR No. S—5 (BID OPTION NO. 2) PANEL LAYOUT OPTION 1
,l /2”: ,l ’_O”
RECESSED DOWN LIGHTING
CONCEALED LED COVE
LIGHTING, SEE ELEVATOR
SPECIFICATIONS
EXISTING DIFFUSER TO REMANN,
o0 4/ PROVIDE EXTENSION COLLAR FROM
EXISTING LOCATION TO NEW CEILING
SUSPENDED CEILING SUSPENDED CEILING SUSPENDED CEILING
. LOCATION, PAINT DIFFUSER.
: : 2 P A EXISTING STAINLESS M | L. ] — EXISTNG STAINLESS .a_I’_‘_I_.ae J— EXISTING STAINLESS 1
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~ | CONTROL TO BE UPDATED I I
n NG WITH CAB LAYOUT
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i 3 I al Z M e i : :
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N N | | 1
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=l [ ] = =l [ ] ] 0= \
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‘ s REFLECTED CEILING PLAN CLEAR ANODIZED
ALUMINUM T-BAR &
I — L-SHAPE PERIMETER BAR

one quarter inch

16

one foot

NOTE: REMOVE EXIST.
LIGHT FIXTURES. REMOVE
AND RELOCATE EXIST.
EXHAUST TO NEW

CEILING. PATCH CEILING.

SUSPENDED CEILING WITH
REMOVABLE PLASTIC

LAMINATE PANELS (PL-2) PROJECT

NORTH

[S5UE FOR CONSTRUCTION
FULLY SPRINKLERED

FLEVATOR No. S—6 (BID OPTION NO.

1/2”:,]’_0”

3) PANEL LAYOUT OPTION 1

3

one eighth inch

] ] Drawing Title Project Title Project Number ]

CONSULTANTS: ARCHITECT: ENLARGED ELEVATOR CAB Elevator Upgrades and Modernization || 650-10-106 Cffice of

. _ . _ : : : : . PLANS, ELEVATIONS, AND RCP Buiding Number Construction
Structural Engineer: MEP/FP Engineers: Environmental Engineers || Vertical Transportation Specialist BASE BID. BID OPTIONS 2 + 3 1 and Faciities

. C : _ . Approved: Project Director Location Drawing Number
Lim Consultants, Inc. . Thompson Consultants, Inc. CDW Consultants, Inc. - VDA (Van Deusen & Associates) Veued Mana ement
90 Hamilton Street Lim Consultants. Inc 525 Mill Street 40 Speen Street Suite 301 m Independence Wharf gwm { = HDR Architecture, Inc. VAMC PHOVIDENCE, RI 02980 AI 2 0 1 g
Cambridge, MA 02139 Marion, MA 02738 A | L) || Framingham, MA 01701 470 Atlantic Avenue, 4th Floor /6 il Date Checked Drawn e
Revisions: Dale —- Boston, MA 02210 o 695 Atlantic Ave | Boston, MA 02111 | 617.357.7700 03/23/1 2 Dwg. 013 of 030 Veterans Affairs
VA FORM 08—6231
1 2 4 5 8 9 |




= one foot

three inches

one foot

one and one half inches

one foot

one inch

one foot

three quarters inch

one foot

one half inch

one foot

three eighths inch

one foot

one quarter inch

one foot

6»

16

one eighth inch

1 2 3 4 5 6 7/ 8 9
, , , , , , CONCEALED LED COVE
SPECIFICATIONS
- CLEAR ANODIZED
I I Vam SUSPENDED CEILING SUSPENDED CEILING—\J I SUSPENDED CEILING——}— J I SUSPENDED CEILING I I ALUMINUM T-BAR &
——— ‘ _ / N \ AN - | . L-SHAPE PERIMETER BAR
n METAL REVEAL METAL REVEAL METAL REVEAL Jl_ ’
| (MP-3), TYP o (MP-3), TYP o (MP-3), TYP o p= T ==
L
FINISH _OPTION A: FINISH_OPTION_A: FINISH_OPTION A: 1 I
RERATOR PLASTIC LAMINATE, TYP PLASTIC LAMINATE, TYP PLASTIC LAMINATE, TYP I I [ 4 e
15 F (PL-1) (PL-1) —% (PL-1) —% I |
FINISH _OPTION B: FINISH_OPTION B: FINISH _OPTION B: |_+——NEW FIREFIGHTER ] ]
—— EXISTING STAINLESS STEEL TEXTURED METAL PANEL TEXTURED METAL PANEL TEXTURED METAL PANEL DMON COMMUNICATION PHONE, | | I
1 DOORS ‘& RETURN TO (MP—1) < (MP-1) = (MP-1) il |  COORDINATE LOCATION I I
I I | | REMAIN WITH CAB LAYOUT
i ) 3 > FINISH_OPTION A: FINISH_OPTION_A: I [
N = . TEXTURED METAL, TYP TEXTURED METAL, TYP o L [ [
4 2 x NN (MP-1) (MP—1) FINISH _OPTION A: i i
— > FINISH_OPTION B: FINISH_OPTION B: TEXTURED METAL, TYP I I
N TEXTURED METAL PANEL | T H-T ¢ TEXTURED METAL PANEL HIC IH o (MP—1) M < " "
3 ™~ \ (MP-2) J (MP-2) FINISH_OPTION B: i "
| | i TEXTURED METAL PANEL
i i — ALL EXISTING CONTROL & 7 i - HH—x (MP-2) N 1T ! !
SIGNAL PANELS TO i i
REMAIN, CONTROLS TO BE STAINLESS STEEL STAINLESS STEEL STAINLESS STEEL | |
UPDATED FOR SIGNALS RAILS Wl & RAILS < RAILS < | |
™~ | \ i
T T STAINLESS STEEL BASE —— ol | % STAINLESS STEEL BASE ——— %o STAINLESS STEEL BASE %o
L ” ~ ~ \;
5-4" +/- SUSPENDED CEILING WITH
@ @ @ REMOVABLE PLASTIC
REFLECTED CEILING PLAN  LAMINATE PANELS (PL-2)
| FLEVATOR No. P—7 (BID OPTION NO. 4) PANEL LAYOUT OPTION 1
,l /2 ”: ,l ’—O”
) ) ) ) ) ) CONCEALED LED COVE
8 EQ EQ EQ 8 8 EQ EQ 8 8 EQ EQ EQ 8 LIGHTING, SEE ELEVATOR
SPECIFICATIONS
| CLEAR ANODIZED
_ | ALUMINUM T-BAR &
I I SUSPENDED CEILING J I SUSPENDED CEILING :l I SUSPENDED CEILING J I .
‘ ] i N o N N L-SHAPE PERIMETER BAR
1 \ METAL REVEAL METAL REVEAL METAL REVEAL ,’_ ’ —_
| (MP-3), TYP o (MP-3), TYP o (MP-3), TYP o L -
FINISH _OPTION A: FINISH OPTION_A: FINISH _OPTION A: 1 I
SRRt — SUSPENDED CEILING PLASTIC LAMINATE, TYP PLASTIC LAMINATE, TYP PLASTIC LAMINATE, TYP I I [ 4 np
(PL-1) (PL-1) —F (PL-1) —x 1 1
42 Sk FINISH_OPTION B: FINISH OPTION B: FINISH OPTION B: //——NEW FIREFIGHTER I I
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. L |
L I 1 > FINISH_OPTION A: FINISH_OPTION_A: I [
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~ 3 (MP-2) J (MP-2) FINISH_OPTION B: i "
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\ w \ \ | \ |
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I~ I~
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@ @ @ REMOVABLE PLASTIC
REFLECTED CEILING PLAN  LAMINATE PANELS (PL-2)
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n_1'_" CLEAR ANODIZED
1/2"=1"-0 ALUMINUM T-BAR &
L-SHAPE PERIMETER BAR
CONCEALED LED COVE
LIGHTING, SEE ELEVATOR
RELOCATE EXISTING CAB SPECIFICATIONS
POSITION INDICATED, AS EXISTING DIFFUSER TO REMANN,
NOTED, FILL IN WITH NEW PROVIDE EXTENSION COLLAR FROM
STAINLESS STEEL PANEL. SUSPENDED CEILING /78USPENDED CEILING EXISTING LOCATION TO NEW CEILING
| | N SUSPENDED CEILING ——EXISTING STAINLESS LOCATION, PAINT DIFFUSER.
] < ] I 7 I > —1 [ =1 EXISTING STAINLESS [/ =1 EXISTING STAINLESS ] 7 I STEEL TRANSOM TO
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- Ny o e RALS, TYP o W RALLS, TYP = / RALLS, TYP [ I
4 2 L - - - | |
H g N | Z b [ 7 ol v I I
y ! !
—— ALL EXISTING CONTROL I I
& SIGNAL PANELS TO %o % o —— TEXTURED METAL (MP—1) I I
REMAIN, CONTROLS T0 -/, o % WAINSCOT, TYP
0 BE UPDATED FOR I I
SIGNALS . [ ] = ) ] [ ] = . of] [ L------- --------J
L X © o © \
78 +/- REFLECTED CEILING PLAN \—SUSPENDED CEILING WITH
REMOVABLE PLASTIC
@ @ @ LAMINATE PANELS (PL-2)
NOTE: REMOVE EXIST.
LIGHT FIXTURES. REMOVE
AND RELOCATE EXIST.
EXHAUST TO NEW
CEILING. PATCH CEILING.
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EQ EQ EQ EQ EQ EQ EQ EQ
SUSPENDED CEILING—— SUSPENDED CEIUNG—2 L SUSPENDED CEILING SUSPENDED CEILING CLEAR ANODIZED
P4 12 +)- [ ALUMINUM T-BAR &
g — —y I — - NEW FIREFIGHTER — —— L—SHAPE PERIMETER BAR
COMMUNICATION PHONE,
COORDINATE LOCATION CONCEALED LED COVE
TEXTURED METAL, TYP——— TEXTURED METAL, TYPP——— TEXTURED METAL, TYP———~ WITH CAB LAYOUT LIGHTING, SEE ELEVATOR
(MP-1) _ (MP-1) _ (MP-1) _ SPECIFICATIONS
T T / ~h 7 EBT y // A,EBV 7 7
FINISH OPTION A: / i FINISH OPTION A: L | FINISH OPTION A: L ] T ———
PLASTIC LAMINATE Y| % PLASTIC LAMINATE ¥ B PLASTIC LAMINATE Y| B \ \ r 1
|- PANEL, TYP (PL-1) | = PANEL, TYP (PL-1) | PANEL, TYP (PL-1) | \ I I e
| FINISH_OPTION B: i FINISH_OPTION B: 4 FINISH_OPTION B: | 4 N E(STING STAINLESS STEEL | |
1 B > METAL, TYP (MP-3) 7 ~ METAL, TYP (MP-3) 7 = METAL, TYP (MP-3) 7 i DOORS & RETURN TO | |
$ W| TEXTURED METAL, TYP— TEXTURED METAL, TYP——U TEXTURED METAL, TYP——U REMAIN : :
4 i S 5| W . HF % WP-2) o e wP-2) A | ! !
sl 38 SF = N / T = / o~ / o~ N I I
™~ —
H | i
3 STAINLESS STEEL ' I STAINLESS STEEL ' I o STAINLESS STEEL ' | N — EXISTING CONTROL &
SIGNAL PANELS TO REMAIN, I I
HANDRAILS HANDRAILS HANDRAILS S aNELS. 1O RN, " I
’—‘ I T I (MP_1) .D'o ?I\l 'cl\l "cl\l \
METAL REVEAL o~ METAL REVEAL METAL REVEAL \
(MP-:S), TYP [ 104 - . (MP—3), TYP HiI 104 ev (MP—3), TYP HI ] ev SUSPENDED CEILING WITH
STAINLESS STEEL BASE———— wl | % STAINLESS STEEL BASE———— %o STAINLESS STEEL BASE——— %o REMOVABLE PLASTIC
N N
: @ REFLECTED CEILING PLAN LAMINATE. PANELS (PL-2)
CLEAR ANODIZED ALUMINUM
T-BAR & L—SHAPE PERIMETER
BAR
| rLEVATOR No. P—2. P—=5, P—4 (SIM) (BASE BID) ALTERNATE: PANEL LAYOUT 2 —— RECESSED DOWN LIGHTING
"_a0_A” CONCEALED LED COVE
, ) 1/2"=1"-0 LIGHTING, SEE ELEVATOR
7-81/2" +/- SPECIFICATIONS
EXISTING DIFFUSER TO REMANN,
PROVIDE EXTENSION COLLAR FROM
RELOCATE EXISTING CAB EXISTING LOCATION TO NEW CEILING
POSITION INDICATED, AS LOCATION, PAINT DIFFUSER.
= L A | R | 1 A | C—————— £ 1 NOTED, FILL IN WITH NEW | 77— ’
\ m a \ STAINLESS STEEL PANEL. \ -
F - - [ | I N B [ B B ﬁ
L SUSPENDED CEILING \ MTEETXA\TLLfRTE% L SUSPENDED CEILING 9 SUSPENDED CEILING : CZ 5 : e
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=°r‘jl ] e ;:[‘4| | =1V ] e X
[ @] [ o] o @]
K . N \;
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NOTE: REMOVE EXIST.
. LIGHT FIXTURES. REMOVE
5 FLEVATIOR No. S—5 (BID OPTION NO. 2) ALTERNATE: PANEL LAYOUT 2 AND RELOCATE. EXIST.
EXHAUST TO NEW
1/2"=1"-0" CEILING. PATCH CEILING.
RECESSED DOWN LIGHTING
CONCEALED LED COVE
LIGHTING, SEE ELEVATOR
SPECIFICATIONS
EXISTING DIFFUSER TO REMAIN,
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SUSPENDED CEILING SUSPENDED CEILING LOCATION, PAINT DIFFUSER.
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\—— METAL, TYP TRANSOM PANELS (MP=1) " "
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g F / UPDATED FOR SIGNALS ) | | L-SHAPE PERIMETER BAR
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1/2"=1"-0" NOTE: REMOVE EXIST.
LIGHT FIXTURES. REMOVE
AND RELOCATE EXIST.
EXHAUST TO NEW
CEILING. PATCH CEILING.
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EQ EQ EQ EQ EQ EQ EQ EQ CONCEALED LED COVE
LIGHTING, SEE ELEVATOR
SPECIFICATIONS
— I I/—SUSPENDED CEILING SUSPENDED CEILING—N I SUSPENDED CEILING—— I I SUSPENDED CEMNG—N I %LEJ/:AFFNSHOQZEEER .
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£ %
©
5
(0]
C
O
N FLEVATOR No. P—/ (BID OPTION NO. 4) ALTERNATE: PANEL LAYOUT OPTION 2
1
1/2”:,] ’_O”
EQ EQ EQ EQ EQ EQ EQ EQ CONCEALED LED COVE
LIGHTING, SEE ELEVATOR
y | SPECIFICATIONS
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= TEXTURED METAL, TYP TEXTURED METAL, TYP TEXTURED METAL, TYP———n | WITH CAB LAYOUT I I
; - \ \ —— SUSPENDED CEILING (MP-1) = (MP-1) . (MP-1) . I 1 Lo
S 42 SF \ / / =r \ | =F [ I
FINISH OPTION A: FINISH OPTION A: FINISH OPTION A:
Comey SIS STEEL PLASTIC LAMINATE | ©|  PLASTIC LAMINATE | B|  PLASTIC LAMINATE Y o ' '
REMAIN PANEL, TYP (PL-1) | = PANEL, TYP (PL-1) —| =|  PANEL, TYP (PL-1) ol I | |
- 1 % J FINISH OPTION B: ] FINISH OPTION B: 4 FINISH _OPTION B: | | |
$ S . _—— EXISTING CONTROL & SIGNAL METAL, TYP (MP-3) v = METAL, TYP (MP-3) 7 I METAL, TYP (MP—3) ) = I I
- 4 5 T et PANELS T0 REMAIN, CONTROLS  yeyryrep METAL, TYR— TEXTURED METAL, TPt L/ \ TEXTURED 1 1
o W > | < TO BE UPDATED FOR SIGNALS /o) ) (MP-2) ) . METAL, TYP i i
Ke) ; . r [ ] = = T ] [ N T 'l T (MP—Z) | |
| o < ™~ ™~
o ~ 3 A / :I_ / | |
c | | S
i i 1 T STAINLESS STEEL ' 10+ STAINLESS STEEL .| M STAINLESS STEEL ) —~ : :
- RAILS RAILS RAILS i i
o hl T~ ™~ ™~ | |
g o METAL REVEAL y o METAL REVEAL METAL REVEAL I I
g | (MP_:I)), TYP [ ] = (MP—Z)), TYP =/ 1 = —_ = I — (MP_S)’ TYP L N g S |
SN T T l ioT STAINLESS STEFL BASE——— | | %| STAINLESS STEEL BASE— % STAINLESS STEEL BASE— N v
: “ - - v
< 5-4" +/- SUSPENDED CEILING WITH
@ @ @ @ REMOVABLE PLASTIC
REFLECTED CEILING PLAN  LAMINATE PANELS (PL-2)
d—
3 5 FLEVATOR No. P—8 (BID OPTION NO. 5) ALTERNATE: PANEL LAYOUT OPTION 2
% 1/2":1 ’_O”
Il
_C
O
[
) CONCEALED LED COVE
< LIGHTING, SEE ELEVATOR
© SPECIFICATIONS
° EXISTING DIFFUSER TO REMANN,
PROVIDE EXTENSION COLLAR FROM
| | RELOCATE EXISTING CAB / SUSPENDED CEILING / SUSPENDED CEILING EXISTING LOCATION TO NEW CEILING
| I | S— . POSITION INDICATED, AS I I I % —y , — LOCATION, PAINT DIFFUSER.
: ‘Bl; NOTED, FILL IN WITH NEW = a a a 7 T
STAINLESS STEEL PANEL.
| |
5 EERAATOR —SUSPENDED CEILING TEXTURED TEXTURED TEXTURED
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g > > | I
- 4 2 QS " ) | e 2" STAINLESS STEEL _ ] M 2" STAINLESS STEEL | 2" STAINLESS STEEL I @ I
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c | — — —
° | 3 S ALL EXISTING CONTROL & | |
o H 2 SIGNAL PANELS TO ' Z 14 il Z 1 i z I I
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£ UPDATED FOR SIGNALS " "
00 00 e
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D DOORS, RETURN & - - ~ I I
T T N © R © N “ \ \
78 4/ REFLECTED CEILING PLAN \—SUSPENDED CEILING WITH
. @ @ @ @ REMOVABLE PLASTIC
o LAMINATE PANELS (PL—2)
g NOTE: REMOVE EXIST. CLEAR ANODIZED
LIGHT FIXTURES. REMOVE ALUMINUM T-BAR &
I AND RELOCATE EXIST. L—SHAPE PERIMETER BAR
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1 | 2 | 4 5 6 7 9
2"
PAINT PLASTIC LAMINATE ~ DECORATIVE METAL PANELS FLOORING DOOR SCHEDULE SEE SCHEDULE &
PNT—1 PL-1 MP—1 RB-1 BASE BID/ \ ~
COLOR: TO MATCH BENJAMIN MOORE ~STYLE: FIBER REINFORCED LAMINATE  STYLE: TO MATCH RIGIDIZED METALS MANUF: TO MATCH ATMOSPHERE DOOR # | LOCATION BID OPTION No. | SIZE DOOR TYPE | FRAME TYPE | NOTES \
MANCHESTER TAN HC-81 COLOR: TO MATCH NEVAMAR CALUNA  PATTERN 6.WL STYLE: STRUCTURE N .
FINISH: EGGSHELL CHERRY WC2001T FINISH: STAINLESS STEEL COLOR: TM304 ELEMENTAL GREY B101 S6 MACHINE ROOM BID OPTION 3 30" X 7'=0" A 1 DEMOLISH EXISTING DOOR & REPLACE WITH CODE COMPLIANT DOOR, LABEL PER CODE NI ¢
USE: ALL CAB WALLS UNLESS USE: WALL PANELS AS NOTED NOTED. USE: PANELS AS NOTED USE: ALL ELEVATOR FLOORING, UNLESS A ~
OTHERWISE NOTED OTHERWISE NOTED /
B107 P7/P8 MACHINE RM BID OPTION 4&5 ETR ETR ETR REMOVE PAINT FROM HM DOOR FRAME ‘
REPLACE HARDWARE WITH LEVER LOCKSET .
PNT—-2 PL-2 MP—2 RAILS Vs
COLOR: TO MATCH BENJAMIN MOORE  STYLE: TO MATCH PLASTIC LAMINATE  STYLE: TO MATCH RIGIDIZED METALS —_— B108 P7/P8 MACHINE RM BID OPTION 4&5 ETR ETR OR A ETR OR 1 REPLACE DOOR AND FRAME OR CONFIRM 2 HOUR FIRE RATING OF EXISTING
CHINA WHITE PIONITE PATTERN LINEN SEE NOTE SEE NOTE <;> HM PAINTED DOOR TYPICAL HM FRAME
FINISH: MATTE COLOR: SW803 SUEDE EGGSHELL FINISH: STAINLESS STEEL R-1 45 MIN RATED
ALL EXISTING DIFFUSERS WITHIN WHITE USE: PANELS AS NOTED BID OPTION 2 FTR ETR ETR INSTALL SIGNAGE ON DOOR “ELEVATOR MACHINE ROOM NO STORAGE ALLOWED"
ELEV. CAB TO BE PAINTED, AS USE: ALL CEILING PANELS UNLESS STYLE: 2" STAINLESS STEEL RAILS 501 S5 MACHINE ROOM REPLACE HARDWARE WITH LEVER LOCKSET
NOTED. OTHERWISE NOTED NOTED. FINISH: NO. 4
MP—3 USE: ALL RAILS
UNLESS OTHERWISE NOTED. %01 STAR C BASE BID ETR ETR ETR INSTALL SIGNAGE ON DOOR "ELEVATOR MACHINE ROOM NO STORAGE ALLOWED”
, REPLACE HARDWARE WITH LEVER LOCKSET
STYLE: STANLESS STEEL

USE: PANELS AS NOTED,
AND ALL NEW ELEVATOR DOORS AND
RETURNS, UNLESS OTHERWISE NOTED.

ELEVATOR CAB FINISH SCHEDULE

ROOM FINISH SCHEDULE

ROOM NUMBER | ROOM NAME | FLOOR | BASE

WAINSCOT | WALL W/ DOOR OPENING

WALLS (ALL OTHER)

CEILING

MATERIAL | HEIGHT

NOTES

ELEVATOR [RUBBER | N/A

MTL

SS DOOR AND RETURN

PNT

PNT 7'-4" | SEE COLOR & MATERIAL SCHEDULE & INT ELEVATIONS FOR ADDITIONAL FINISH INFORMATION

ELEVATOR [ RUBBER | SS BASE

N/A

ETR

PL & MP

PL 7'-6" | SEE COLOR & MATERIAL SCHEDULE & INT ELEVATIONS FOR ADDITIONAL FINISH INFORMATION

ELEVATOR | RUBBER | SS BASE

N/A

ETR

PL & MP

PL 7'-6" | SEE COLOR & MATERIAL SCHEDULE & INT ELEVATIONS FOR ADDITIONAL FINISH INFORMATION

ELEVATOR [ RUBBER | SS BASE

N/A

ETR

PL & MP

PL 7'-6" | SEE COLOR & MATERIAL SCHEDULE & INT ELEVATIONS FOR ADDITIONAL FINISH INFORMATION

ELEVATOR [ RUBBER [ N/A

MTL

SS DOOR AND RETURN

PNT

7'-4" | SEE COLOR & MATERIAL SCHEDULE & INT ELEVATIONS FOR ADDITIONAL FINISH INFORMATION

ELEVATOR [ RUBBER | N/A

MTL

SS DOOR AND RETURN

PNT

7'-8" | SEE COLOR & MATERIAL SCHEDULE & INT ELEVATIONS FOR ADDITIONAL FINISH INFORMATION

ELEVATOR | RUBBER | SS BASE

N/A

ETR

PL & MP

8'-3" | SEE COLOR & MATERIAL SCHEDULE & INT ELEVATIONS FOR ADDITIONAL FINISH INFORMATION

_U_UU)(IJ)_U_U_UU)
O |IN|[o|O|d|HNIN|—

ELEVATOR [ RUBBER | SS BASE

N/A

SS DOOR AND RETURN

PL & MP

8'-3" | SEE COLOR & MATERIAL SCHEDULE & INT ELEVATIONS FOR ADDITIONAL FINISH INFORMATION

GENERAL COLORS & MATERIAL FINISH SCHEDULE

PAINT

PNT=3

COLOR: TO MATCH BENJAMIN MOORE
CHANTILLY LACE 2121-70

FINISH: EGGSHELL

USE:  ALL WALLS AND TEMPORARY
PARTITIONS UNLESS OTHERWISE NOTED

FINISH NOTES

PNT—4

COLOR: TO MATCH BENJAMIN MOORE
SMOKE GRAY 2120-40
FINISH: SEMI-GLOSS

USE: ALL HM DOORS AND FRAMES,
UNLESS NOTED OTHERWISE.

3. ALL ELEVATOR CABS SHOULD BE PROVIDED WITH HOOKS FOR REMOVABLE PADS.

1. ANY SURFACES AND AREAS THAT ARE DISTURBED BY CONSTRUCTION ARE TO BE PATCHED AND MATCHED TO EXISTING FINISHES.

2. ALL ELEVATOR DOORS AND LOBBY AREA WALLS ARE TO REMAIN, UNLESS OTHERWISE NOTED.

- FINISH INFORMATION

NTS

NOTE: ALL DOORS TO BE 90 MIN RATED WITH LOCKING HARDWARE, DOOR CLOSER AND STAINLESS STEEL KICKPLATE.

"o DOOR SCHEDULES

NTS

1/4”:1’_0”

>
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one foot
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one foot

one fobrtee—quarters inch

one—quarter inch

REFRIGERANT LINE LIQUID
PIPE \
1/2" MAX
fffffffffff REFRIGERANT LINE SUCTION SLEEVE N <T/YP>
|
D DRAIN ? é
nore 1 —
TEL/DATA [ PITCH DOWN IN DIRECTION OF ARROW
ROOM \ ‘
- = DIRECTION OF FLOW ‘LPARW\ON J
VALVES NOTES:
_— 1. AT FIRE RATED PARTITIONS, ADD ADDITIONAL LAYER OF FIRE—SAFEING
INSULATION AROUND PENETRATION SO AS TO FILL CAVITY.
O 5 PIPE TURN AWAY 2. PIPE PENETRATIONS THRU CORRIDOR WALLS ABOVE THE
> CEILING ARE TO BE FIRE STOPPED AROUND THE PENETRATION.
— 0 PIPE TURN TOWARDS
SIARE S R SIDE CONNECTION 7
7 NTS
% BOTTOM CONNECTION 45 OR 90 DEGREES N PIPE PENETRATIONS DETAIL
ﬂ‘H TOP CONNECTION 45 OR 90 DEGREES
UNIT CONTROLLER
ELEPVLAATTgSRMMAEaRNE (T~ THERMOSTAT - MOUNT 48" AFF.
45 DEG. ELL. TOP 45 DEG, ELL. BOTTOM
STEAM OR WATER WATER ONLY
GENERAL e L (D
F) ;2 PIFPE MAIN
/ FQUIPMENT DESIGNATION /
PITCH
EXISTING EQUIPMENT, PIPING, DUCT
5l ATEORM FOR & APPURTENANCES TO REMAIN
MACHINE
ELEVATOR MACHINE ROOM / EXISTING EQUIPMENT, PIPING, DUCT w
901 / & APPURTENANCES TO BE REMOVED
P4 | - & COMNEET TO.EXBTIG L ——
PITCH
90 DEG, ELL. TOP 90 DEG. ELL. BOTTOM
STEAM OR WATER WATER ONLY
34X20
WALL OPENING
34%14 987 %é@?gé& bUCT TYPICAL FOR ALL WATER DR STEAM PIPING SYSTEMS
ABOVE SLAB
| ) TYPICAL BRANCH PIPE TAKE-OFF DETAIL NTS
DRAIN DN TO Jf OED/W WMS ]
SPLASH BLOCK - L~
- ‘ \
FD
RETURN OPENING / \iD REMOVE EXIST. FD
AT FLOOR AND PATCH
/ACUN\ n - - S Sexia OPENNING TO FIT
NEVA G T — Dﬂ NEW DUCT
1 A L A J
] — \
] i IR
ISOLATION RAILS ‘ N
‘ ~—
/ LOWER LEVEL =
PIPE SUPPORTS . RS GENERAL NOTE:

R

one foot

one—half inch

one foot

Three—eigths inch

one foot
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—LEVATOR Nos.

-7,

-5 &
~OOM

-4

— BUILDING 1
~LAN

— PENTHOUSE

(NINTH FLOOR)

A CLEVATOR MACHINE

PROVIDE PACKAGE UNIT CONTROLS FROM THE MANUFACTURER WITH INTERCONNECTING WIRING.
UNIT MANUFACTURER SHALL PROVIDE ALARM CONTACTS FOR COMMUNICATION WITH THE EXISTING
BUILDING MANAGEMENT SYSTEM.

n
1/47°=1"-0"
<eY PLAN — EBELEVAIOR P2, PS5 & P4
& < )
N.T.S.
AR HANDLING UNIT SCHEDULE
FAN DATA DX EVAPORATOR COIL DATA FILTER DATA OUTDOOR CONDENSER DATA PROJECT
ITEM MFG'R MODEL SERVICE LOCATION CFM AT AT AT AT REFRIC. TOTAL MAX COMP REMARKS
TSP RPM HP % 0 DB WR DB WR TVPE ROWS MBH REQD. AREA PD. |FACE VEL.| MERV | MODEL V PHASE AMPACITYIMOTOR NO RLA LRA NORTH
AHU—-1 TRANE CSIA008 R o - 3200 2.3 1800 3.0 460 | 3 80 67 55 54 123.2 7.33 0.63 437 8 TTAT20E3 208 3 45 2 16 110

@ UNIT WEIGHT= 894 Ib

@ UNIT TO BE HUNG FROM STRUCTURE MIN. 10°=0" AFF
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C

DN. TO AC—1
IN ELEV.
MACHINE ROOM

MmN

M ml

tMOUNTED ON

ROOF

| PARTIAL ROOF —eLEVATOR NO.SO—BUILDING T—=5eVENTIH FLOOR

m
EXST.J///

MOTORIZED
INTAKE
LOUVER

D I5M

5535C
MACHINE ROOM PLAN

=

1”7 DRAIN TO
SPLASH
BLOCK ON
GRADE

up TO
SEVENTH
FLOOR

GENERAL NOTE:

PROVIDE PACKAGE UNIT CONTROLS FROM THE
MANUFACTURER WITH INTERCONNECTING WIRING.
UNIT MANUFACTURER SHALL PROVIDE ALARM
CONTACTS FOR COMMUNICATION WITH THE
EXISTING BUILDING MANAGEMENT SYSTEM.

0O

W/Z‘»”:W,iQ” /‘/477:,‘)70)7
REFRIGERANT LINE LIQUID opr A,
SLEFVE q 1/2" MAX
fffffffffff REFRIGERANT LINE SUCTION ? > %WP)
D DRAIN
NoTE 1 —
™ PITCH DOWN IN DIRECTION OF ARROW . )
ABBREVIATIONS \enerron
- DIRECTION OF FLOW
HVAC HEATING, VENTILATING & AR
CONDITIONING VALVES
AFF ABOVE FINISHED FLOOR MC MECHANICAL CONTRACTOR
AFR ABOVE FINISHED ROOF MAX MAXIMUM
AP ACCESS PANEL MIN MINIMUM — PIPE TURN AWAY ot
e TOMATIC TR RO 1. AT FIRE RATED PARTITIONS, ADD ADDITIONAL LAYER OF FIRE—SAFEING
e CONNECT 1O EYISTINC VED DPENENDEDDUCT — 0 PIPE TURN TOWARDS INSULATION AROUND PENETRATION SO AS TO FILL CAVITY.
. CURIC FEET PER MINUTE PC PLUMBING CONTRACTOR 2. PIPE PENETRATIONS THRU CORRIDOR WALLS ABOVE THE
PD PRESSURE DROP (FEET OF WATER) SIDE CONNECTION CEILING ARE TO BE FIRE STOPPED AROUND THE PENETRATION,
DB DRY BULB TEMP. DEGREES F. 8 RETURN AR DEVICE
r FXHAUST AR DEVICE ” SETURN AR % BOTTOM CONNECTION 45 OR 90 DEGREES
FA EXHAUST AR
S SUPPLY AR DEVICE |
FAT ENTERING AR TEMP. DEGREES F. - CUPPLY AR — 1OP CONNECTION 45 0 90 DEGREES /3\ PIPE PENETRATIONS DETAIL NTS
rC FLECTRICAL CONTRACTOR 13 TERMINAL BOX ®/f\ THERMOSTAT — MOUNT 48” AFF. \/
a EXHAUST FAN VD VOLUME DAMPER
Wt ENTERING WATER TEMP. DEGREES F. WB WET BULB TEMP. DEGREES F.
6C GENERAL CONTRACTOR WMS WIRE MESH SCREEN CONDENSING UNIT
Pl CALLONS PER MINUTE XM EXISTING TO REMAIN GENERAL /
@ FQUIPMENT DESIGNATION
_ VIBRATION ISOLATION MOUNTS
i 4" THYCURB
EXISTING EQUIPMENT, PIPING, DUCT | *ﬂ?ﬂ R QUIEMERTSs U ppoRT
& APPURTENANCES TO REMAIN |
/Lh/#j | CONTROL WIRE
yd £ a [ BY EC
EXISTING EQUIPMENT, PIPING, DUCT | | |
4 & APPURTENANCES TO BE REMOVED REFRIGERANT LINES TO BE TYPE ACR—————11— Rk W/
HARD DRAWN COPPER TUBING, | D o
CLEANED, DEHYDRATED AND
CAPPED FOR REFRIGERANT SERVICE |
. CONNECT TO EXISTING (™ 1 2 Wrion
| VAPOR BARRI
Aol /AC ) |
— - DUCTLESS SPLIT—TYPE AIR CONDITIONER SCHEDULE 22.15/%2 T ———— |
Two%/m” | | | % °
TEM MFGR INDOOR UN\T/ TOTAL | HEAT [INDOOR FAN DATA| INDOOR ELEC. DATA OUTDOOR COMP. DATA OUTDOOR ELEC. DATA 1 7/f2 [ ’ ) /
OUTDOOR UNIT MODEL | BTUH | BTUH | A CRM | VOLTS | @ | Hz MCA VoLTS | @ | Mz TEMARKS 7 ”
AC—P5|ACCU—P5| SONYO KS0971 C0971 9,000 | ——- 20 200-280 115 1 60 - 115 1 60 | PIPE SIZE PER INSTALLATION MANUAL WAL \WNSBFAAT%NW{& o ROUTE DRAIN LINE
VAPOR BARRIER
OB PR TO NEW SPLASH BLOCK
INDOOR_UNIT
MOUNTED ON WALL
NOTES:
1. PROVIDE CLOSED CELL PIPE INSULATION WITH ALUMINUM JACKET ON EXTERIOR PIPING AND
1.PROVIDE A WALL MOUNTED THERMOSTAT FOR AC UNIT. WIRELESS REMOTE CONTROLLER INCLUDED. PVC COVER ON EXPOSED INTERIOR PIPING
2. ELECTRICAL CONTRACTOR SHALL PROVIDE AND INSTALL CONTROL WIRING FROM ACCU TO AC UNIT, REFER TO ~
INSTALLATION MANUAL. WIRE TO BE SPECIFIED UNDER ELECTRICAL SECTION. CW/ SPLIT SYSTEM AIR CONDITIONING UNIT & PIPING DETAIL NTS
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ABBREVIATIONS PIPING
HVAC HEATING, VENTILATING & AR
CONDITIONING REFRIGERANT LINE LIQUID PIPE /w
AFF ABOVE FINISHED FLOOR MC MECHANICAL CONTRACTOR SLEEVE Sy ST/Y% VAR
AFR ABOVE FINISHED ROOF MAX MAIMUM ST m e REFRIGERANT LINE SUCTION :
AP ACCESS PANEL MIN MINIMUM ? é
ATC AUTOMATIC TEMPERATURE CONTROL 0ED OPEN ENDED DUCT D DRAIN -
UP TO 1ST FLOOR SEEM ESS‘NCTE;TOPEEE‘SWN%TE PC PLUMBING CONTRACTOR IE
PD PRESSURE DROP (FEET OF WATER) [ PITCH DOWN IN DIRECTION OF ARROW \ )
E EXHAUST AR DEVICE RA RETURN AIR TN OF FLon PARTITION
-
EA EXHAUST AR S SUPPLY AIR DEVICE
| T EAT ENTERING AIR TEMP. DEGREES F. S SUPPLY AR
EC FLECTRICAL CONTRACTOR - TERMINAL BOX VALVES
EF EXHAUST FAN VD VOLUME DAMPER
EWT ENTERING WATER TEMP. DECREES F. WEB WET BULB TEMP. DFGRFES F. NOTES:
6C GENERAL CONTRACTOR WMS WIRE MESH SCREEN D PIPE TURN AWAY ‘
il 1. AT FIRE RATED PARTITIONS, ADD ADDITIONAL LAYER OF FIRE—SAFEING
] GPM GALLONS PER MINUTE AN EXISTING 7O REMAIN D PIPE TURN TOWARDS INSULATION AROUND PENETRATION SO AS TO FILL CAVITY.
© 2. PIPE PENETRATIONS THRU CORRIDOR WALLS ABOVE THE
SIDE LONNECTION CEILING ARE TO BE FIRE STOPPED AROUND THE PENETRATION.
N % BOTTOM CONNECTION 45 OR 90 DEGREES
ﬂ‘H TOP CONNECTION 45 OR 90 DEGREES N
500" () PIPE PENETRATIONS DETAIL s
@/‘\ THERMOSTAT — MOUNT 48" AF.F.
1" DRAIN TO BE CONNECTED /CONDENSNG UNIT
TO EXISTING COOLING UNIT DRAIN
IN' THIS ROOM. FIELD COORDINATE GENERAL
FINAL TIEZIN POINT WITH EXISTING
INSTALL.
@ FQUIPMENT DESIGNATION
VIBRATION ISOLATION MOUNTS
EXISTING EQUIPMENT, PIPING, DUCT ; 4" THYCURB
& APPURTENANCES TO REMAIN T HUUIPNENT, SUPPORT
IV N CONTROL WIRE
P / e+ BV EC
EXISTING EQUIPMENT, PIPING, DUCT |
MORGUE / & APPURTENANCES TO BE REMOVED ———T R Won &
| : | VAPOR BARRIER
|
e CONNECT TO EXISTING ™ e RaMon &
| VAPOR BARRIER
|
e 22-15/32" s |
5 _— TRAP
HOIS TWAY AND MACHINE ROOM PLAN EBELEVAIOR No. S6 WM#W%W | e
4 / / /
SUILDING 1T — BASEMENT u” 1" DRAIN W/
L2 a I L D L
1/47=1"-0 ROUTED IN WALL |~ TO NEW SPLASH BLOCK
INDOOR UNIT
MOUNTED™ ON WALL
NOTES:
1. PROVIDE CLOSED CELL PIPE INSULATION WITH ALUMINUM JACKET ON EXTERIOR PIPING AND
PVC COVER ON EXPOSED INTERIOR PIPING.
<W SPLIT SYSTEM AIR CONDITIONING UNIT & PIPING DETAIL NTS
ACCN. /AC
— DUCTLESS SPLIT—TYPE AR CONDITIONER SCHEDULE
TEM MFC'R INDOOR UNW/ TOTAL | HEAT [INDOOR FAN DATA| INDOOR ELEC. DATA QUTDOOR COMP. DATA QUTDOOR ELEC. DATA
T T OUTDOOR UNIT MODEL | BTUH | BTUH | A CPM | voUTS | & | Hz MCA VouTS | @ | Hz REMARKS
N ‘ TR QU S W 42 AC=56 | ACCU—-56 |SONYO KS0971 C0971 9,000 - 20 200-280 15 1 60 - 115 1 60 PIPE SIZE PER INSTALLATION MANUAL
RSRE OXE 3 198 A D148

198 /
DN TO THE BASEMENT

1T.PROVIDE A WALL MOUNTED THERMOSTAT FOR AC UNIT. WIRELESS REMOTE CONTROLLER INCLUDED.

2. ELECTRICAL CONTRACTOR SHALL PROVIDE AND INSTALL CONTROL WIRING FROM ACCU TO AC UNIT, REFER TO
INSTALLATION MANUAL. WIRE TO BE SPECIFIED UNDER ELECTRICAL SECTION.

CLEC D146
LOADING VESTIBULE D14
CSTIBULE OXYGEN 153 “LOSE]

5 199 148 KEY PLAN — ELEVATOR S6, BUILDING 1
Y= @ (BID OPTION No.3)

\ GENERAL NOTE: NTS
DRAIN TO SPLASH

BLOCK ON ROOF PROVIDE PACKAGE UNIT CONTROLS FROM THE MANUFACTURER WITH INTERCONNECTING WIRING.
UNIT MANUFACTURER SHALL PROVIDE ALARM CONTACTS FOR COMMUNICATION WITH THE EXISTING
BUILDING MANAGEMENT SYSTEM.
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DOTY

17 DRAIN TO BE

Up 17O ACCU

INTEGRAL CONDENSATE PUMP

FIELD COORDINATED

BASEMENT (FLOORS 1 AND 2 SIM.)

C

1/4"=1"-0"

| HOISTWAY PLAN — ELEVAIOR No. ¢/ — BUILDING 1 —

HVAC HEATING, VENTILATING & AIR
CONDITIONING REFRIGERANT LINE LIQUID
AFF ABOVE FINISHED FLOOR MC MECHANICAL CONTRACTOR
AFR ABOVE FINISHED ROOF MAX MAXIMUM ST e e e e e REFRIGERANT LINE SUCTION
AP ACCESS PANEL MIN MINIMUM
ATC AUTOMATIC TEMPERATURE CONTROL OED OPEN ENDED DUCT D DRAIN
CTE CONNECT TO EXISTING o SLUNBING. CONTRACTOR
ST CUBIL FELT PLRCMINVTE PD PRESSURE DROP (FEET OF WATER) [ PITCH DOWN IN DIRECTION OF ARROW
DB DRY BULB TEMP. DEGREES F. 8 RETURN AR DEVICE
EA Ei:ibi ig e @ RETURIEAR = DIRECTION OF FLOW
S SUPPLY AIR DEVICE
FAT ENTERING AIR TEMP. DEGREES F. o SUPPLY AR
FC FLECTRICAL CONTRACTOR 18 TERMINAL BOX
EF EXHAUST FAN VD VOLUME DAMPER
EWT ENTERING WATER TEMP. DEGREES F. WB WET BULB TEMP. DEGREES F
GC OENERAL CONTRACTOR WMS WIRE MESH SCREEN
GPM GALLONS PER MINUTE XM EXISTING TO REMAIN M
5) PIPE TURN AWAY
D PIPE TURN TOWARDS
L SIDE CONNECTION
444%%>444, BOTTOM CONNECTION 45 OR 90 DEGREES
Agg%lfgggr TOP CONNECTION 45 OR 90 DEGREES
(::}//’”*\\\\\ THERMOSTAT — MOUNT 48" AF.F.
<ij> FQUIPMENT DESIGNATION
EXISTING EQUIPMENT, PIPING, DUCT
& APPURTENANCES TO REMAIN
/// EXISTING EQUIPMENT, PIPING, DUCT
/ & APPURTENANCES TO BE REMOVED
%%% CONNECT TO EXISTING
AccN /AC
— DUCTLESS SPLIT—TYPE AIR CONDITIONER SCHEDULE
TEN VFG'R INDOOR UNW/ TOTAL | HEAT [INDOOR FAN DATA| INDOOR ELEC. DATA OUTDOOR COMP. DATA OUTDOOR ELEC. DATA
OUTDOOR UNIT MODEL |BTUH | BTUH | A CFM | vOUTS | @ | Hz MCA VOLTS | © | Hz REMARKS
AC—P7|ACCU-P7| SONYO KS2479 C2472 24200 | ——— 20 480—600 208 1 60 = 208 1 60 | PIPE SIZE PER INSTALLATION MANUAL

1.PROVIDE A WALL MOUNTED THERMOSTAT FOR AC UNIT. WIRELESS REMOTE CONTROLLER INCLUDED.

2. ELECTRICAL CONTRACTOR SHALL PROVIDE AND INSTALL CONTROL WIRING FROM ACCU TO AC UNIT, REFER TO
INSTALLATION MANUAL. WIRE TO BE SPECIFIED UNDER ELECTRICAL SECTION.

IREATMENT=35

FXISTING BUILBING
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5 DN. TO BASEMENT

C

1/4"=1"-0"

PIPE
SLEEVE

o @

NOTE 1 el

\ /A, /
‘L PARTITION J

NOTES:
1. AT FIRE RATED PARTITIONS, ADD ADDITIONAL LAYER OF FIRE=SAFEING
INSULATION ARQUND PENETRATION SO AS TO FILL CAVITY.
2. PIPE PENETRATIONS THRU CORRIDOR WALLS ABOVE THE
CEILING ARE TO BE FIRE STOPPED AROUND THE PENETRATION.

(s PIPE PENETRATIONS DETAIL

NTS

/ CONDENSING UNIT

= VIBRATION ISOLATION MOUNTS

g 4" THYCURB
i EQUIPMENT SUPPORT

|
A —
i CONTROL WIRE
1 [ﬁ(ﬂ\/// — BY EC
REFRIGERANT LINES TO BE TYPE ACR——1+— — R
HARD DRAWN COPPER TUBING,
CLEANED, DEHYDRATED AND
@ CAPPED FOR REFRIGERANT SERVICE

| R
i
RS W
i ’//ri\NSULQHON &
|
|
|

41-15/16"

e TRAP

a0,

.
1 23{32"10 ﬁ/% | * /
o 17 DRAIN W/

WAL INSULATION &
VAPOR BARRIER __—— ROUTE DRAN LN

LINE
ROUTED IN WALL TO NEAREST INDIRRECT WASTE
OR DRAIN

NOTES:
1. PROVIDE CLOSED CELL PIPE INSULATION WITH ALUMINUM JACKET ON EXTERIOR PIPING AND
PVC COVER ON EXPOSED INTERIOR PIPING.

<W SPLIT SYSTEM AIR CONDITIONING UNIT & PIPING DETAIL | s

GENERAL NOTE:

. "ARTIAL ROOF PLAN — EBELEVAIOR No. P/ — BUILDING 1T — FIRST FLOOR

PROVIDE PACKAGE UNIT CONTROLS FROM THE MANUFACTURER WITH INTERCONNECTING WIRING.
UNIT MANUFACTURER SHALL PROVIDE ALARM CONTACTS FOR COMMUNICATION WITH THE EXISTING

BUILDING MANAGEMENT SYSTEM.
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REMOVE EXISTING EXTERIOR HOISTWAY VENTILATION LOUVER. THE
EXISTING WALL SLEEVE,DAMPER AND ACTUATOR SHALL REMAIN INSTALLED
AND ACTIVE.
PROVIDE A GALVANIZED SHEET METAL HOOD EQUAL TO THE EXISTING
OPENING (52X24). HOOD SHALL HAVE A SQUARE THROAT TO EXTEND 4~
BELOW THE EXISTING OPENING AND A RADIUS BEND.THE HOOD WILL BE
TERMINATED AT A 45 DEGREE ANGLE FROM THE ROOM WITH 1/47X1/4”
WIRE MESH COVERING THE OPENING.

M}
EXIST. DAMPER TO| REMAIN
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A C _
3R NEMA 3R RATING HVAC ~ HEATING, VENTILATION CEILING/WALL OUTLET WITH FLUORESCENT FIXTURE @ o SPLICE . =7 DOTTED DENOTES EXISTING EQUIPMENT TO REMAIN
: | ] MOTOR — NUMBER INDICATES HORSEPOWER 7T
4 NEMA 4X RATING AR CONDITIONING CONNECTED TO NORMAL CIRCUIT, TYPE AS INDICATED (P DUPLEX WALL RECEPTACLE CLCRUAY BREAK SYUBOL INDICATES CONTINUATION VY L5 UNLESS OTHERWISE NOTED ~  PROVIDE PENDANT WHERE HUNG
A AMPERES O C H‘H OF RACEWAY AND WIRING . CEILING OR STRUCTURE EXCEEDS
AC ALTERNATING  CURRENT AND ELECTRONIC ENGINEERS e
A/C AR CONDITIONING . SOLATED, CROUND : EéiEEWSWR%EWiYWBOL INDICATES CAPPED AND yr EXISTING EQUIPMENT TO BE REMOVED & ~—EXIT SIGN
GROUND FAULT INTERRUPTING DUPLEX WALL Wp " : RELOCATED o
ADA AMERICANS WITH DISABILITIES ACT IMC INTERMEDIATE METAL CONDUIT M ecermacLe (] DISCORNECT SWITCH, “WP™ DENOTES A o0
AFF ABOVE FINISH FLOOR NT  INTERLOCK fHe o Ry NEW LOCATION OF RELOCATED EXISTING B FIRE ALARM AUDIO/VISUAL DEVICES
. FQUIPMENT == SEE NOTE 3
A ABOVE FINISH GRADE “ DECREE KELVIN SWITCHING LEGEND L] B\URPCLUEé e e WP@ FUSED DISCONNECT SWITCH, "WP" DENOTES - EXISTING EQUIPMENT TO BE REMOVED & : | )
AHJ AUTHORITY HAVING JURISDICTION KCMIL ~ THOUSAND CIRCULAR MILS WEATHERPROOF Y ,—  THERMAL CIRCUIT OVERLOAD XN oeol ACED WITH NEW. AS SPECIFIED 6 -0 +— HKEY SWITCH (KS)
AHU AIR HANDLING UNIT KVA KILOVOLTAMPERES gw‘%i E%LNETRSOWL”CH SUBSCRIPT INDICATES C@ DOUBLE DUPLEX WALL RECEPTACLE ON et U‘PMENT’TO B SWITCHES
X
AIC AMPERE INTERRUPTING CAPACITY KVAR  KILOVOLTAMPERES REACTVE EVERGENCT CIRCUIT T] WMUSHROOM TYPE EMERGENCY SHUTDOWN SWITCH [ CONTACT, NORMALLY OPEN ’ y g’ # WALL TELEPHONES
AL ALUMINUM KW KILOWATTS Cm GROUND FAULT INTERRUPTING DUPLEX WALL JACNETIC UOTOR CONTROL LR It CONTACT. NORMALLY CLOSED - N .
ANS| /S%RE%NDSNM‘\NOSN%TE FMC LIQUID TIGHT FLEXIBLE METAL RECEPTACLE ON EMERGENCY CIRCUIT —
AN
TG LIGHTING T~
- FIRE ALARM PULL STATION
ARLE ARCHITELT (RA LOCK ROTOR AMPS 5] COMBINATION DISCONNECT/MOTOR STARTER S 1 DRAW OUT MEDIUM VOLTAGE STARTER CIRCUNTING KEY 3-107%— E\TELEPHONE/DMA UTLETS AROVE COUNTER
ATS  AUTOMATIC TRANSFER SWITCH U UETAL CLAD CARLE RECEPTACLE DENOTATION DESCRIPTION \ : (SEE NOTE 4)
ATC AUTOMATIC TEMPERATURE CONTROL LIGHTING FIXTURE
WIE AMERICAN WIRE CALGE MCB  MAIN CIRCUIT BREAKER ' MOUNTED ABOVE COUNTER AQUASTAT FURNISHED AND INSTALLED BY A RECEPTACLES ABOVE COUNTER
o, MCC MOTOR CONTROL CENTER (&  PLUMBING CONTRACTOR, WIRED BY ELECTRICAL DRAW OUT MEDIUM VOLTAGE CIRCUIT BREAKER (SEE NOTE 4)
o BELOW FINISH GRADE MCP MOTOR CIRCUIT PROTECTOR "WP” WEATHERPROOF CONTRACTOR /NDWES B 1’6" HTELEPHQNE/DATA OUTLETS
BUILDING Y/ : o
MEC MASSACHUSETTS ELECTRIC CODE ;
57U BRITISH THERMAL UNITS " R EULATED Bl HVAC AUTOMATIC TEMPERATURE CONTROL PANEL Tsakva LU LA 3q S~ RECEPTACLES
' DEGREE CELSIUS ATC FURNISHED AND INSTALLED BY HVAC 120,208V POWER TRANSFORMER, SIZE AS INDICATED \ FINISHED FLOOR
. CONOUIT MISC MISCELLANEOUS CONTRACTOR, WIRED BY ELECTRICAL CONTRACTOR T INDICATES SWITCH CONTROL NOTES:
MLO MAIN LUGS ONLY - :
CAT CATALOG CONTROL POWER TRANSFORMER 1. ALL MOUNTING HEIGHTS SHALL BE MEASURED FROM FINISHED FLOOR TO
NC NORMALLY CLOSED FIRE ALARM LEGEND VARIABLE FREQUENCY DRMVE, FURNISHED AND = NDICATES PANEL WHERE CENTERLINE OF DEVICE EXCEPT EXIT SIGNS AND FIRE ALARM VISUAL DEVICES.
VED
CATV. COMMUNITY ANTENNAE TELEVISION e NATIONAL ELECTRIC CODE INSTALLED AND WIRED BY ELECTRICAL CONTRACTOR PT CIRCUIT ORIGINATES
CB CRITICAL BRANCH A NATIONAL ELECTRICAL MANUFACTURES —3 & POTENTIAL TRANSFORMER 2. DEVICES SHALL BE INSTALLED ON A COMMON VERTICAL CENTERLINE
\V/ WHEREVER POSSIBLE.
C/B CIRCUIT BREAKER ,
cém CERTIFIED BALLASTS MANUFACTURERS P, HORN/VISUAL FIRE. ALARM MOUNTED AT 80" AF.F. (D JUNCTION BOX & CURRENT TRANSFORMER 3. FIRE ALARM AUDIO/VISUAL DEVICE TO BE MOUNTED AT 6'—8" ABOVE FINISHED
NFPA  NATIONAL FIRE PROTECTION ASSOCIATION ELECTRICAL DEVICE : 10/ -
- FLOOR OR AT 6" BELOW FINISHED CEILING, WHICHEVER IS LOWER. DIMENSION
Cd AT - MR LGHT (©  SMOKE DETECTOR "WG™ DENOTES WITH GUARD. AN BOX 30AF | INDICATES CIRCUIT NUMBER S TO THE CENTERLINE OF THE VISUAL PORTION OF THE DEVICE
. e - VBT PRI DR RO SOl | R R e LA,3 = 4. DEVICES SHALL BE INSTALLED ON A COMMON VERTICAL CENTERL\NE
CL CENTERLINE NTS  NOT TO SCALE : |
THERMAL HEAT DETECTOR — RATE OF RISE 130°F ~ WHEREVER POSSIBLE.
o Co T T P o v PR PANEL WHERE 5. ELECTRICAL CONTRACTOR SHALL COORDINATE WITH ARCHITECT AND ARCH
oL COLUMN PR PUSH-BUTTON TAMPER SWITCH FURNISHED AND INSTALLED BY CIRCUIT ORIGINATES | '
o1 CONTROL PONER TRANSFORVER FUSE PLAN ELEVATIONS PRIOR TO ROUGHING IN ANY DEVICES ABOVE COUNTERS.
PC PLUMBING CONTRACTOR THE FIRE PROTECTION CONTRACTOR, WIRED BY NOTES:
CT. CURRENT TRANSFORMER PNL  PANEL FLECTRICAL CONTRACTOR. 1. WRING & CONDUIT (BX FOR NORMAL CIRCUITS) SHALL BE
o COPPER POS POINT OF SALE (CASHIER STATION) oW SWITCE FURNISHED AND INSTALLED By ThE N REQUIRED BETWEEN ALL OUTLETS INDICATED W/ CIRCUIT
dB DECIBEL o POLWINYL CHLORIDE AN NUMBERS AND PANEL DESIGNATIONS, DETAIL & EQUIPMENT [DENTIFIERS
DC DIRECT CURRENT O AU, R B RACEWAYS LEGEND el ) DRAW OUT CIRCUIT BREAKER
o e PWR POWER ELECTRICAL CONTRACTOR. 4000AT |/ 2. ALL SWITCH CONTROLS SHALL BE PROVIDED W/ WIRING
PT. POTENTIAL TRANSFORMER Y AND CONDUIT (BX FOR NORMAL CIRCUITS) AS REQUIRED. DETAIL IDENTIFIER:
WG DRAWING aTY QUANTITY REMOTE TEST STATION FOR DUCT MOUNTED SMOKE e UOMERUN — SEE HOMERUN KEY - "1” INDICATES DETAIL NUMBER
. IRED ON EMERGENCY CIRCUIT REQD  REQUIRED [RTS]  DETECTOR, MOUNTED AT 72" A.F.F. COORDINATE WITH 3. ALTHOUGH ALL BRANCH CIRCUIT WIRE AND CONDUIT IS NOT W "1 17 INDICATES SHEET NUMBER
B FQUIPMENT BRANCH HVAC CONTRACTOR FOR LOCATION. BRANCH CIRCUIT WIRING, 2812 & . MINMUM GROUND FAULT SENSOR AND RELAY SHOWN, [T IS THE INTENT OF THESE DOCUMENTS THAT A
Q RMC RIGID METAL CONDUIT ’ ' : d COMPLETE BRANCH CIRCUIT WIRING SYSTEM BE INSTALLED.
FC FLECTRICAL CONTRACTOR RIS ROOT MEAN SQUARED — 4+ NUMBER OF SLASHES INDICATES WIRES WHEN d ECHANICAL EQUPVENT TAC
- ST A MONITOR MODULE MORE THAN TWO AMMETER SWITCH e INDICATES. EQUIPMENT TYPE
RNC RIGID NONMETALLIC CONDUIT "1 INDICATES. EQUIPMENT NUVBER
FL FLEVATION RTS REMOTE TEST STATION CONTROL MODULE PULL BOX AMMETER
LV ELEVATOR RTU ROOF TOP UNIT
EM EMERGENCY o LONDuI TURRE LR VOLTMETER SWITCH :
SP SPARE 7 TWO-WAY FIREFIGHTERS TELEPHONE (v5) TYPICAL ROOM LAYOUT DETAIL/CIRCUITING IDENTIFIER:
EMT ELECTRICAL METALLIC TUBING oT SHUNT TRIP ——* CONDUIT TURN DOWN DETAIL NUMBER
Fp FMERGENCY POWER WM VOLTMETER
EPO FMERGENCY POWER OFF o S FTM]  FIREFIGHTER TELEPHONE MODULE 9 CONDUIT STUB ABOVE CEILING PANEL KEY
SYM SYMMETRICAL KWH KILOWATT-HOUR METER |
UEFWC EEE%TEFECFYﬁ;EEHEEOLER TEL TELEPHONE 7 4 SLEEVE . N A 242526\
. e MCB TCWREEM%%E\EEQC HIRE ALARM. SYSTEM DENOTATION DESCRIPTION 400AS HEAVY DUTY FUSIBLE SAFETY SWITCH Q7y B 41,42,43 J
FA FIRE ALARM UG UNDERGROUND OR UNDER GRADE —CT—  CABLE TRAY "400AS" — INDICATES SWITCH RATING L
"WG” DENOTES WITH WIRE GUARD "300AS” — INDICATES FUSE RATING CIRCUIT NUMBERS
FAA FIRE ALARM ANNUNCIATOR oL UNDERWRITERS, LABORATORIES "S” DENOTES SURFACE MOUNTED S00AF SHEET NUMBER
FLA FULL LOAD AMPERES v voLT "ST” DENOTES WITH STOPPER GUARD
FMC FLEXIBLE METAL CONDUIT b
VA VOLTAMPERE R DENOTES ELEVATOR RECALL
FEET DISTRIBUTION EQUIPMENT LEGEND L SYSTEM GROUND OR EQUIPMENT GROUND
i e o VT VOLTAGE TRANSFORMER S =
G0 , ,
W WIRE (OR WATT) "DP2N11” 120/208V, 36, 4W PANEL "DP2N11” DENOTES o LIGHTNING ARRESTER AND GROUNDING HOMERUN KLY
GFCI GROUND—FAULT CIRCUIT INTERRUPTER r*
WH WATER HEATER L PANEL DESIGNATION. REFER TO PANELBOARD =
GND,G  GROUND OR GROUNDING DESIGNATION DETAIL THIS DRAWING FOR
Wp WEATHERPROOF ESCRIPTION PANEL DESIGNATION WHERE
CRMC  GALVANIZED RIGID METALLIC CONDUIT :
VR TRANSEORUER A CIRCUITS ORIGINATE
HOA HAND, OFF, AUTOMATIC SWITCH . 120/208V, 3¢, 4W ELECTRONIC GRADE PANEL N\ E AUTOMATIC TRANSFER SWITCH A A
\CRCUT NUMBER
"DP4NTT"  277/480V, 3¢, 4W PANEL "DP4NT1" DENOTES MPD MONITORING AND PROTECTIVE DEVICE WHEN CIRCUIT BREAKER —— CIRCUIT BREAKER IN PANEL
CENFRAI NOTES V27 PANEL DESIGNATION. REFER TO PANELBOARD SIZE 1S NOT SHOWN. P SUPPLYING CRCUT #1
DESIGNATION DETAIL THIS DRAWING FOR @ KIRK KEY CIRCUIT IS SUPPLIED FROM
1 THE CONTRACTOR SHALL VISIT THE SITE TO DETERMINE ALL EXISTING JESLRIFTON. ZO/WP CIRCUIT BREAKER
CONDITIONS AND WORK NECESSARY PRIOR TO SUBMISSION OF BID | | OPERATING ROOM [SOLATION PANEL ONE UNE D\AGRAM DENOTAT\ON DESCR\PWON
PRICE. —
2. DRAWINGS ARE DIAGRAMMATIC ONLY: EXACT LOCATION, MOUNTING LINE ISOLATION MODULE SE— MBERE ERALE SIUE
HEIGHTS OF EQUIPMENT AND ROUTING OF RACEWAYS SHALL BE A
COORDINATED WITH THE EQUIPMENT REQUIREMENTS AND FIELD AUTOMATIC TRANSFER SWITCH AT — AMPERE TRIP SETTINGS DRAW‘NG UST
CONDITIONS.
3. ACTUAL LOCATIONS OF ALL WALL MOUNTED POWER, TELEPHONE & DATA TRANSFORMER DWG. NO. DRAWING TITTLE
OUTLETS SHALL BE COORDINATED W/ ARCHITECTURAL LAYOUT PLANS. gg METER WITH METER SOCKET, PROVIDE SOCKET AS £0.01 FLECTRICAL LECEND + GENERAL NOTES
4. REFER TO ARCHITECTURAL PLANS & ELEVATIONS FOR DEVICE LOCATIONS REQUIRED BY ELECTRIC UTILITY COMPANY
& HEIGHTS UNLESS OTHERWISE NOTED. E4.07 ELECTRICAL BASE BID
5. REFER TO ARCHITECTURAL REFLECTED CFILING PLANS FOR EXACT MOTOR CONTROL CENTER £402 | ELECTRICAL BASE BID
LOCATION OF LIGHT FIXTURES UNLESS OTHERWISE NOTED.
B FNCLOSED CIRCUIT BREAKER
6.  WHERE THE DRAWINGS AND/OR SPECIFICATIONS CALL FOR EQUIPMENT TO £4.03 ELECTRICAL OPTION 2
BE LOCATED IN THE FIELD OR ON THE JOB, AND/OR THE DOCUMENTS E4.04 ELECTRICAL OPTION 3
DO NOT SHOW THE LOCATION EQUIPMENT SPECIFIED, IT SHALL BE CURRENT TRANSFORMER CABINET AS REQUIRED
UNDERSTOOD THAT THE EXACT LOCATION SHALL BE DETERMINED ON THE BY UTILITY COMPANY E4.05 | ELECTRICAL OPTION 4
JOB BY THE ARCHITECT.
F4.06 | ELECTRICAL OPTION 5
ALL SPARE AND EMPTY CONDUITS SHALL BE PROVIDED WITH PULLSTRINGS. SWBD SWITCHBOARD
8. THE CONTRACTOR SHALL FURNISH AND INSTALL ALL INCIDENTAL £4.07 ELECTRICAL OPTION 6
ACCESSORIES NECESSARY TO MAKE THE ELECTRICAL WORK
COMPLETE AND READY FOR OPERATION.,
9.  WHERE ELECTRICAL METALLIC TUBING IS REQUIRED, PROVIDE MINIMUM
SIZE OF 3/4” DIAMETER
10. ALL ELECTRICAL WORK SHALL BE IN ACCORDANCE WITH OSHA, THE
MASSACHUSETTS ELECTRICAL CODE AND LOCAL GOVERNING AUTHORITIES
11. ALL CABLE AND CONDUIT SHALL BE SUPPORTED FROM THE BUILDING
STRUCTURE.
12. THE CONTRACTOR SHALL COORDINATE ALL MANUFACTURER'S SHOP
DRAWINGS FOR EXACT LOCATION AND ROUGHING IN DIMENSIONS OF ALL
EQUIPMENT AND SHALL MAKE ALL FINAL CONNECTIONS AS REQUIRED.
15, FLEXIBLE METAL CONDUIT WITH PVC COATING SHALL BE USED FOR
CONNECTIONS TO MOTORS AND EQUIPMENT.
14. ALL BRANCH CIRCUIT CONDUCTORS SHALL BE 98 PERCENT CONDUCTIVITY
COPPER MINIMUM #W2 AWG SIZE, THWN INSULATION, 75 DEGREE C.,
RATED 600 VOLTS, UNLESS OTHERWISE NOTED
15. DEMOUTION WORK SHALL BE DONE BY THE CONTRACTOR. THE
CONTRACTOR SHALL COORDINATE ALL WORK CONCERNING EXISTING
EQUIPMENT AND SERVICES IN THE BUILDING.
16. GROUND CONDUCTORS SIZED FROM MASSACHUSETTS ELECTRICAL CODE
GROUNDING CONDUCTOR TABLE 250-95 SHALL BE INCLUDED IN ALL
BRANCH CIRCUITS.
17. PROVIDE SUITABLE PLATE ON OUTLET BOX —— PROVIDE "SOLID” POWER
CONNECTION TO EQUIPMENT CONSISTING OF FLEXIBLE METALLIC CONDUIT
CONTAINING WIRES OF SIZE AND TYPE EQUAL TO THOSE SUPPLYING THE
OQUTLET —— NUMBER OF WIRES SHALL BE AS REQUIRED FOR THE
EQUIPMENT.
18. ALL BRANCH CIRCUITS REFERRED TO THIS NOTE SHALL BE FED FROM A
NEW 20A—1P. CIRCUIT BREAKER PROVIDED WITHIN THE PANEL INDICATED
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GENERAL NOTES:

1. E.C. TO PROVIDE WIRE GUARD ON ALL EXPOSED LIGHTING
FIXTURES IN MECHANICAL SPACES.

KEYED NOTES:

@ FURNISH AND INSTALL FIRE FIGHTERS TWO—-WAY TELEPHONE
IN ELEVATOR CAB. THE TELEPHONE WIRING SHALL BE
INSTALLED IN SEPARATE METALLIC RACEWAY BACK TO THE
FIRE ALARM COMMAND CENTER LOCATED ON THE FIRST
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GENERAL NOITES:

1. E.C. TO PROVIDE WIRE GUARD ON ALL EXPOSED LIGHTING
FIXTURES IN MECHANICAL SPACES.

KEYED NOITES:

@ FURNISH AND INSTALL FIRE FIGHTERS TWO-WAY TELEPHONE
THE TELEPHONE WIRING SHALL BE
INSTALLED IN SEPARATE METALLIC RACEWAY BACK TO THE
FIRE ALARM COMMAND CENTER LOCATED ON THE FIRST

IN ELEVATOR CAB.

FLOOR IN ROOM #D1090.
COMPATIBLE WITH MORTIFIER SYSTEM.

TELEPHONES SHALL BE
THE SYSTEM SHALL

MEET THE SURVIVABILITY REQUIREMENTS FOR FIRE ALARM
VOICE/COMMUNICATION CIRCUITS AS REQUIRED BY NFPA 72

@ PROVIDE CONNECTION TO ELEVATOR DAMPER TO OPEN UPON
ACTIVATION OF SMOKE OR HEAT DETECTOR.
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) GENERAL NOTES:

1. E.C. TO PROVIDE WIRE GUARD ON ALL EXPOSED LIGHTING
FIXTURES IN MECHANICAL SPACES.

KEYED NOTES:

@ PROVIDE CONNECTION TO ELEVATOR DAMPER TO OPEN UPON
ACTIVATION OF SMOKE OR HEAT DETECTOR.
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) GENERAL NOTES:

1. E.C. TO PROVIDE WIRE GUARD ON ALL EXPOSED LIGHTING
FIXTURES IN MECHANICAL SPACES.

KEYED NOTES:

@ PROVIDE CONNECTION TO ELEVATOR DAMPER TO OPEN UPON
ACTIVATION OF SMOKE OR HEAT DETECTOR.
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@ FURNISH AND INSTALL FIRE FIGHTERS TWO-WAY TELEPHONE
IN ELEVATOR CAB. THE TELEPHONE WIRING SHALL BE
INSTALLED IN SEPARATE METALLIC RACEWAY BACK TO THE
FIRE ALARM COMMAND CENTER LOCATED ON THE FIRST
FLOOR IN ROOM #D1090. TELEPHONES SHALL BE
COMPATIBLE WITH MORTIFIER SYSTEM.  THE SYSTEM SHALL
MEET THE SURVIVABILITY REQUIREMENTS FOR FIRE ALARM
VOICE /COMMUNICATION CIRCUITS AS REQUIRED BY NFPA 72
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